GENERAL NOTES :

1. Code of Practice for Fire Safety in Building 2011 to be complied with.
2. Design Manual Barrier Free Access 2008 to be complied with.

FIRE SERVICES NOTES :

Eire Hydrant/Hose Reel System
1. Fire hydrant/hose reel system shall be provided for the entire building in accordance with FSI Code and Circular Letter no. 2/2013.
2. One 36m3 FS tank with FS pump set shall be provided on B1/F.

3. There shall be sufficient hydrants and hose reels on each floor to ensure that every part of the building can be reached by a length
of not more than 30m of Fire Services hose and hose reel tubing.

4. AllFSinlets shall be inter-connected.

Sprinkler System

1. Sprinkler system shall be provided in accordance with the LPC Rules incorporating BS EN 12845: 2003, Circular Letters no. 3/2006
and 3/2012 to protect the G/F-2/F except E & M plant rooms.

2. The hazard group of the sprinkler system :-
~ OH 3 for basement floors to 2/F;

- OH 1 for 3/F to 22/F.
One 107m3 sprinkler water tank and sprinkler pump set shall be provided on B2/F.
Sprinkler system signal shall be transmitted to the Fire Services Communications Centre via a direct telephone link.

Fast response type sprinkler heads shall be provided for the basement floors.
Fast response type sprinkler heads shall be provided and extended to 2 floors abovelbelow non-domestic floors (3/F-4/F) for

G

staircase connecting the domestic and non-domestic portion of the development.

Fire Alarm System
Fire alarm system shall be provided to the entire building. One actuating point and one audio warning device shall be provided at each hose
reel point. Visual fire alarm system shall be provided in accordance with current Design Manual: Barrier Free Access 2008 and Circular Letter

no. 2/2012. This actuating point shall include facilities for fire pump start and audio/visual warning device initiation.

Fire Detection System
1. Fire detection system shall be provided in accordance with BS 5839 Part I: 2002 + A2: 2008, Circular Letters no. 1/2009, 3/2010 and
212012 as follows: -

- 'smoke detectors shall be provided in area not covered by automatic fixed installation.
- heat detectors shall be provided for all E/M plant rooms of the entire building / G/F to 2/F.

~  the entire basement area shall be covered by fire detection system except car parking area.
2. Main fire alarm panel shall be provided inside the Fire Control Centre. All fire alarm signals including manual and AFA signals shall

be connected to Fire Services Communications Centre through direct telephone link.

Emergency Generator

An independently powered generator of sufficient electrical capacity shall be provided to meet the fire service installations and fireman's lifts.

Secondary power supply
The secondary electricity supply shall be arranged to be tee-off before the incoming main switch for the essential FSI service.

Exit Sign
Sufficient directional sign and exit sign shall be provided to ensure that all exit routes from any floor within the building are clearly indicated as

required by the configuration of staircases serving the building / public areas to staircases are clearly indicated in accordance with FSI Code
and Circular Letter no. 5/2008.

Emergency Lighting
Sufficient emergency lightings shall be provided throughout the entire building and all exit routes leading to ground level / to all staircases,
passages and public areas including lift lobbies on all floors and refuge areas in accordance with FSI Code, BS 5266 Part I: 2011 and BS EN

1838: 2013.

Portable Hand-operated Approved Appliance
Portable fire extinguishers shall be provided as indicated on plan.

Control System
Aventilation / air conditioning control system shall be provided to stop mechanically induced air movement within a designated fire compartment.

Fire Shutter
Fire shutters shall be provided as indicated on plans and operated by smoke detectors and the manual control devices on both sides of wall
opening for automatic and manual operation respectively in accordance with FSI Code.
ES R irement for n Kitchen
Smoke detector(s) fitted with sounder base shall be provided inside the flat with open kitchen. The alarm signal of the smoke
detector(s) shall be connected to the local fire services control panel of the building and shall not be linked to Fire Services
Communications Centre.
2. Smoke detector(s) shall be provided at the common area outside the flat with open kitchen. The alarm signal of the smoke detector(s)
shall be connected to the local fire services control panel and Fire Services Communications Centre.
3. Sprinkler head(s) shall be provided to cover the notional open kitchen area. The alarm signal of the system shall be connected to
the local fire services control panel and the Fire Services Communications Centre.

DOOR & FIRE SHUTTER MARKS :

-/60/60 F.R.R. SELF CLOSING DOOR

-/60/60 F.R.R. SELF CLOSING DOOR WITH SMOKE SEAL

-/60/60 F.R.R. SELF CLOSING DOOR WITH F.R.R. TRANSPARENT GLASS UPPER PANEL

-/60/60 F.R.R. SELF CLOSING DOOR WITH F.R.R. TRANSPARENT GLASS UPPER PANEL AND SMOKE SEAL
-/120/120 F.R.R. SELF CLOSING DOOR WITH F.R.R. TRANSPARENT GLASS UPPER PANEL

-/120/120 F.R.R. SELF CLOSING DOOR WITH F.R.R. TRANSPARENT GLASS UPPER PANEL AND SMOKE SEAL
-/120/120 F.R.R. SELF CLOSING DOOR

-/120/120 F.R.R. SELF CLOSING DOOR WITH SMOKE SEAL

-/120/120 F.R.R. SELF CLOSING LIFT SHAFT EMERGENCY ACCESS DOOR WITH SMOKE SEAL

-/-I- F.R.R. SELF CLOSING DOOR WITH SMOKE SEAL

-/-I- F.R.R. SELF CLOSING DOOR WITH TRANSPARENT GLASS UPPER PANEL AND SMOKE SEAL

-/-I- F.R.R. GLASS PANEL DOOR

-/60/60 F.R.R. GLASS PANEL DOOR

-/60/60 F.R.R. SELF CLOSING DOOR WITH PANIC BOLT-ON INSIDE

-/-I- F.R.R. DOOR WITH PANIC BOLT-ON INSIDE

-/60/60 F.R.R. METAL DOOR

-/120/120 F.R.R. METAL DOOR

-/-I- F.R.R. DOOR

-/-I- F.R.R. DOOR FOR MAINTENANCE ONLY

-/120/- F.R.R. LIFT LANDING DOOR

-/60/- F.R.R. STEEL LOUVRES DOOR

-/120/120 F.R.R. ACCESS PANEL WITH SMOKE SEAL

DOOR WITH FIXED LOUVRE PANEL WITH A MINIMUM SIZE OF 1/20 OF THE FLOOR AREA OF THE ROOM
-/120/- HORIZONTAL FIRE SHUTTER

-/120/- F.R.R. STEEL FIRE SHUTTER

/60/60 F.R.R. STEEL FIRE SHUTTER

/240/- F.R.R. STEEL FIRE SHUTTER

-/240/240 F.R.R. STEEL FIRE SHUTTER
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PROVISIONS AND COMPLIANCE
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>
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=
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X
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0,63,255 DEMOLITION WORKS / DELETION OF APPROVED WORKS @ NO PARKING SIGN BLOCK PLAN 1:500
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204,051 UNDERLINE FOR REVISION (E) |evatavoutsien Lﬂ\@ Ho R e o
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) FB FIRE BLANKET 14/2/2023 4:48
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cs (CANTILEVERED SLAB LAY MALE LAVATORY T0s [TOP OF SOIL 14 A022 TOWER ELEVATION B Al R
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DIRECTIONAL SIGN W/. CLEAR MANOEUVRING SPACE ———— SIS i l STAGE II
BRAILLE & RAISED LETTERS SHALL NOT BE LESS THAN e ESDREF FP 8/
1500 MIN.
400'S.S. PIPE HANDRAIL 1500mm x 1500mm MEASURED 350 450 1950 M
( FIXING ON WALL TYPE ) AT 350mm ABOVE FINISHED ——— MR oamcoance MAX, BATHROOM AREA | Rev. Date Amendment Purpose
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10— = 2.904s.m.
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; - 900 g
o] iy FFL | Z 80°- 90 A 4Ll 1A NEa AN
o oot gmeycicy s sce ) oo v B FOLOING S/ § LOUVRE AREA PROVIDED 1. STANDARD DETAILS MIGHT BE PROVIDED
:12 min, DIRECTIONAL SIGN W/. 8 - = 0500 (W) x 0.500 (H)
BRAILLE & RAISED LETTERS | GRAB RAIL Z | 0.250 .m. > 0.145 .m. (REQ) IN GBP BEFORE APPLICATION FOR
@ < 408 5.5, PIPE HANDRAIL SMALL WASHBASIN = | | CONSENT FOR THE COMMENCEMENT OF
o MIRROR FOR > ]
= = ( FIXING ON WALL TYPE ) O R USER d +g8 ) —— FIXED WOODEN SUPERSTRUCTURE WORKS (STAGE Il).
WALL FINISHES™ — i 2 7 e LOUVRE
400 S.S. PIPE HANDRAIL ° wl g o o g
(FIXING ON FLOOR TYPE ) 120 8 1200 8 g R
oo, (max.) cle. (max.) clc. | GRAB BAR — |
EMERGENCY
|m', DOOR HANDLE EMERGEN
TYPICAL LAYOUT PLAN } TYPICAL ELEVATION ; TYPICAL LAYOUT PLAN OF ; TYPICAL ELEVATION OF ; : : I
1 | O AR E S IE L FAMD 150 | 2 [ A LSSt RAMP 150 | 3 [ A S BT ONISEX YO ET 150 | 4 | A L UNISEX YOILET 1:50 5 | TYPICAL LAYOUT PLAN OF DROP KERB 1:50 | 6 | TYPICAL ELEVATION FOR DOOR LOUVRE 1:50
900 MAX. _,,50 MAX. BOTTOM M I
® i or seam T+ B M ENT ZONE “ALL FLUE APERTURES WILL FULFILL:
100 MIN; 400 400 Mt
(INSIDE) 400 gpo wiry 1. IF THE WATER HEATER TO BE INSTALLED IN SITE |
. - BEFORE OP. THE HEATER WILL BE WITH FLUE TERMINAL
§L— LI ) T DIMENSION _{ 4"’"“':"0%",“"‘ APPROVED BY EMSD.
G.F.A ACCOUNTABLE UP (QUTSIDE) N |UNOBSTRUCTED 150 mm| 2. THE LOCATION OF THE FLUE APERTURE WILL BE IN
T 7 T \ZJTO INTERNAL | EXTERNAL ) ﬁ\fo%fnsms(,%ﬁ',ﬂyﬁm(w) MIN q |AREA 50 mm| COMPLIANCE WITH PNAP APP-27.
FACE OF WALL I‘g : 2| > | HEIGHT ABOVE 200 3. ANOTICE SHOWING THE LOCATION OF THE APPROVED
[ @ NoNsTRUCTURAL 2 FLOOR APERTURE WILL BE AFFIXED TO THE BALCONY BEFORE
PREFABRICATED EXTERNAL METAL GRILLE W/. 70% OR MORE Cx] STANDARD 420 x 320 mm OP APPLICATION.
| 12 PERFGRATED FROM ELEVATION, 2400540 mm| 4. THE WATER HEATER TO BE INSTALLED WILL NOT
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STRUCTURAL DETAILS WILL BE SUBMITTED FOR I
APPROVAL.
ARCHITECTURAL FEATURE |
7 ‘ TYPICAL PLAN FOR GFAACCOUNTABILITY ON NON-STRUCTURAL PREFABRICATED EXTERNAL WALL 1:50 | 8 | TYPICAL PLAN OF AIR CONDITIONING PLATFORM 1:50 | 9 | TYPICAL DETAIL FOR FLUE APERTURE 1:50
METAL GRILLE W/. 70% OR METAL GRILLE W/. 70% OR F— 2o
MORE PERFORATED MORE PERFORATED HAzARD WarIING 2
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_ __ _ R _ __ REASQNABLYOPENABLE | _ _ __ REASONABLY OPENABLE_ _| B
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g S o3 BLOCKS ——— 14/2/2023 4:05
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15( N, |
SCALE  1:50 (A1)
V I DRAWING NO. REV. NO.
TYPICAL WINDOW SECTION ’ TYPICAL WINDOW ELEVATION ) ) TYPICAL SECTION OF AIR CONDITIONING PLATFORM :
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UM. CAP
& ool ey © ! ! SFL | for COMPANY LOGO
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=
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/ FOR MAINTENANCE ONLY H T
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R - ~|
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[ E
7 v |
| /
' |
5 [ TYPICAL SECTION OF CURTAIN WALL 1:50 | 16 | TYPICAL SECTION OF BALCONY & UTILITY PLATFORM 1:50 | 17 | TEMPORARY REFUGE SPACE 18 | TYPICAL DETAIL OF SUNKEN SLAB I

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)
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BASEMENT 2 FLOOR PLAN !
% 90mm (W) x 150mm (H) space
NOTES : for BD's approval stamp /
1. IMPOSED LOAD FOR E & MROOM =7.5kpa certification of Copies of
2. IMPOSED LOAD FOR CARPARK =4.0 kpa
3. AUTOMATIC SPRINKLER SYSTEM TO BE PROVIDED IN ACCORDANCE WITH THE L.P.C. RULES FOR approved plans
AUTOMATIC SPRINKLER INSTALLATIONS AND RELEVANT CIRCULAR LETTERS ISSUED BY THE HKFSD. B2F BASEMENT FLOOR SMOKE VENT CALCULATION:  B2F BASEMENT FLOOR PARKING SCHEDULE _ e (PNAP ADM-10 APP A)
4. ARTIFICIAL LIGHTING TO BE PROVIDED FOR ALL STAIRCASES. B2-A AREA FOR SMOKE VENT (2500 W, x 5000 L. x 2400 H) )
5. MECHANICAL VENTILATION TO BE PROVIDED FOR CARPARK. REQUIRED AREA : TOTAL NOS. OF CARPARK FOR VISITOR'S = 5 NOS. (14~18)
6. SIZE OF PRIVATE CAR PARKING SPACE TO BE 5m x 2.5m x 2.4m(H) = 1558596 sm. x0.5% (2500 W. x 5000 L. x 2400 H.)
7. SIZE OF MOTOR-CYCLE PARKING SPACE TO BE 2.4m x 1m x 2.4m(H) = 7.793 sm. [TOTAL NOS. OF CARPARK FOR ACCESSIBLE PARKING SPACE = 1NO.  (34)
8. D8I EVCHARGER RECESSED IN WALL TO BE PROVIDED FOR ALL CARPARKING SPACE IN ACCORDANCE PROVIDED AREA : e m TBNGS (1=
WITH THE REQUIREMENT UNDER THE TECHNICAL GUIDELINES ON CHARGING FACILITIES FOR ELECTRIC - + (2500 W. x 5000 L. x 2400 H.)
VEHICLES (EV)ISSUED BY E.M.S.D. = (2745x17)sm.+ (2x175) sm. [TOTAL NOS. OF MOTORCYCLE FOR RESIDENTIAL = 3 NOS. (M1~M3)
9. SMOKE VENT SIZE SHALL REFER TO CALCULATIONS & COMPARTMENT AREA DIAGRAM. = 40867 smr o 3500 s Dii ey e _ s
0. 150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN. = BT sme> 7793 sm L%EDALwa;g;LMx ;‘,)O'ECJ) LE FOR RETAIL = 2NOS. (M4~MS)
1. ALL LOCKING DEVICE WHICH IS ELECTRICALLY OPERATED SHOULD BE CAPABLE OF AUTOMATIC RELEASE - - -
UPON ACTUATION OF AN AUTOMATIC HEAT OR SMOKE DETECTION SYSTEM OR THE OPERATION OF AN
ALARM SYSTEM OR A CENTRAL MANUAL OVERRIDE. UPON POWER FAILURE @HIL, THE ELECTRIC LOCKING
DEVICE SHOULD BE RELEASED AUTOMATICALLY.
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AUTOMATIC SPRINKLER SYSTEM TO BE PROVIDED IN ACCORDANCE WITH THE L.P.C. RULES FOR
AUTOMATIC SPRINKLER INSTALLATIONS AND RELEVANT CIRCULAR LETTERS ISSUED BY THE HKFSD.

ARTIFICIAL LIGHTING TO BE PROVIDED FOR ALL STAIRCASES.

MECHANICAL VENTILATION TO BE PROVIDED FOR CARPARK.

SIZE OF PRIVATE CAR PARKING SPACE TO BE 5m x 2.5m x 2.4m(H)

SIZE OF MOTOR-CYCLE PARKING SPACE TO BE 2.4m x 1m x 2.4m(H)
D=] EV CHARGER RECESSED IN WALL TO BE PROVIDED FOR ALL CARPARKING SPACE IN ACCORDANCE
WITH THE REQUIREMENT UNDER THE TECHNICAL GUIDELINES ON CHARGING FACILITIES FOR ELECTRIC

VEHICLES (EV)ISSUED BY E.M.S.D.

SMOKE VENT SIZE SHALL REFER TO CALCULATIONS & COMPARTMENT AREA DIAGRAM.

150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN.

ALL LOCKING DEVICES WHICH ARE ELECTRICALLY OPERATED SHOULD BE CAPABLE OF AUTOMATIC
RELEASE UPON ACTUATION OF AN AUTOMATIC HEAT OR SMOKE DETECTION SYSTEM OR THE OPERATION
OF AN ALARM SYSTEM OR A CENTRAL MANUAL OVERRIDE. UPON POWER FAILURE @H/L, THE ELECTRIC
LOCKING DEVICE SHOULD BE RELEASED AUTOMATICALLY.
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NOTES :
1. IMPOSED LOAD FOR LIFT LOBBIES =3.0 kpa
2. IMPOSED LOAD FORE &M =7.5kpa
3. AUTOMATIC SPRINKLER SYSTEM TO BE PROVIDED IN ACCORDANCE WITH THE L.P.C. RULES FOR
AUTOMATIC SPRINKLER INSTALLATIONS AND RELEVANT CIRCULAR LETTERS ISSUED BY THE HKFSD.
4. ARTIFICIAL LIGHTING TO BE PROVIDED FOR ALL STAIRCASES.
5. MECHANICAL VENTILATION AND ARTIFICIAL LIGHTING TO BE PROVIDED TO

ACCESSIBLE UNISEX TOLIET , MALE LAVATORY & FEMALE LAVATORY.
150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN

BD REF 2/1234/18

BIM REF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date Amendment Purpose
COMMENTARY

1 TRAVEL DISTANCE FOR CRITICAL
SITUATION IS DEMONSTRATED

2 AREA OF PLANT ROOM IS JUSTIFIED IN
SUPPORTING DOCUMENT.

3 DESIGN IMPOSED LOADS ON FLOOR AND
DETAILS OF WATERCLOSET CUBICLE AND
URINAL FOR PERSONS WITH A DISABILITY
MIGHT BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II)

14/2/2023 4:05

PROJECT

BD SAMPLE -

PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
FIRST FLOOR PLAN

SCALE  1:100 (A1)

DRAWING NO. REV. NO.

A006 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)
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BD REF 2/1234/18
—_— BIMREF  2-1234-18-A21-01
\ FLAT 7 ~ BR. 1 (3IF TO 22IF) . B
\\ UNOBSTRUCTED VISION AREA (UVA) PROVIDED : - 7772(7)7<7L X X ROAD FSD REF FP 8/
\\ (HléYA ) OF WINDOW 1 I — _— o o Rev. Date Amendment Purpose
\ = 50.00 (RIF) - 20.00 (3/F) + 1.50 - 240 | @ @ @ @ 777**ifﬁ‘@*f*f** 777777\\
\ =59.10m
\ 45,000
UNOBSTRUCTED VISION AREA (UVA) REQUIREMENT
\\ FOR DOMESTIC HABITABLE ROOM (8 % VDF) CO M M E NTARY
\ HEIGHT OF FACADE (m) | 10% UFA | 15% UFA | 20% UFA 9,600 9,600 12,300 13,500
\ Rt I PR RTT N 1. PRESCRIBED WINDOWS ADOPTING
\ PERFORMANCE-BASED APPROACH CALCULATIONS CRITICAL UNOBSTRUCTED VISION AREA
= Cix4 | | | FOR EACH TOWER UNDER PNAP APP-130
= 261507 sm. x4 IS DEMONSTRATED
= 1046028 s.m. > 873 s.m. ( 10% of UFA) 2. LAYOUT OF SUNKEN SLAB MIGHT BE
\ PROVIDED IN DRAINAGE PLAN
\ WINDOW FACING TO STREET ] 3. DESIGN IMPOSED LOADS ON FLOOR AND
\ T T T ik DETAILS OF OPENABLE WINDOWS MIGHT
Al wo, | | s1020 | 20, BE PROVIDED IN GBP BEFORE
o — — i { ‘ ‘ I APPLICATION FOR CONSENT FOR THE
1 _ _ o o - - COMMENCEMENT OF SUPERSTRUCTURE
150H. RC,CURBJ | | [ T 5 WORKS (STAGE II)
7777“%“774‘77*7*7*7*7*7‘7777777777(7777‘*/\%2
ICOF | | |
18.300
18100 ‘ ‘ ‘
| | |
3
| | | §
4 | |
|
" 3155 + 12,628 4
- r t - 14/2/2023 4:05
—— S 150H. RC. CURBJ ‘ S PROJECT
FROM FFL.
o BD SAMPLE -
8 | — PROPOSED 20-STOREY
] RESIDENTIAL BUILDING OVER
ﬁ ‘ = 3-STOREY PODIUM AT TKO
e »
B o DRAWING TITLE
= o RT | [t
C1=261.507 m g ICOF g [O) THIRD FLOOR PLAN
N 18300 <] Z
X 18.100 <
4
o
| &
DOG HOUSE FOR a SCALE 1:100 (A1 )
IAINTENANCE =
ACCESS ‘ = DRAWING NO. REV. NO.
_IQ | réé"gu"éf““ A011 -
/ B - ‘7 g SOURCE
|| 200, 7,300 200, 3245 ZM
T
| | |
F 90mm (W) x 40mm (H) space
\ g 3 for COMPANY LOGO
| |
‘ 150H. RC CURB ‘
rFROM FFL
% | | | g
% s s (033 ‘ 90mm (W) x 60mm (H) space
L [ : ‘ for AP/RSE/RGE's
g ' DOGHOUSE'ORJ signature/ and stamp chop
MNNTENAN{E ‘
ACCESS
| | | g
‘ \ ‘ 150H. RC. CURB ‘
FROM FFL
‘ ‘ 150H. RC. CURB N ‘
FFROM FFL i ! . 4 ‘
& | | T 00" = ; | E
/N L renavce s
_ % _ _ | @’7 _ _ \ b
D / | \ \ / o | c
! [ [ [ / SO [ [
THIRD FLOOR PLAN e \ A WINDOW FACING TO STREET > 90mm (W) X 150mm (H) space
. i
) for BD's approval stamp /
STOREY HEIGHT = 3000 3 o . N
mm R certification of copies of
NOTES : approved plans
1. IMPOSED LOAD =25kpa X X # X X STREET (12.8 WIDE (PNAP ADM-10 APP A)
2. IMPOSED LOAD FOR FLAT ROOF =2.0kpa \ (12. )
3. LIFT DOOR OPENING ARRANGEMENT :
LIFT NO. L1, L2 & L3 SERVED ALL FLOORS
(LIFT NO. L1 FOR FIREMAN'S LIFT & ACCESSIBLE LIFT) L L L CENTRE LINE OF STREET . . L .
4. NOTES FOR INTERNAL BATHROOMS : LEGEND: ~
ASYSTEM OF ARTIFICIAL LIGHTING AND MECHANICAL VENTILATION PRODUCING 5 AIR CHANGES PER HOUR) IS
IN OPERATION AT TIME WHEN THE BATHROOM IS IN USE. -/30/30 F.R.R. FULL HEIGHT FIRE RESISTING BARRIER
5. 150H, CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN.
6.  AUTOMATIC SPRINKLER SYSTEM TO BE PROVIDED IN ACCORDANCE WITH THE L.P.C. RULES FOR AUTOMATIC WY oo KITCHEN
SPRINKLER INSTALLATIONS AND RELEVANT CIRCULAR LETTERS ISSUED BY THE HKFSD. =
7. ALLBATHROOM / MVAL WITH * MARK HAVE TRANSFER AIR DUCT AT HIL.
8.

ALL KITCHEN WITH * MARK ARE EQUIPPED WITH ELECTRIC FUEL.




BD REF  2/1234/18
BIMREF  2-1234-18-A21-01
FSD REF FP 8/

Rev. Date Amendment Purpose
40% OF THE PERIMETER OF THE
BALCONY & UTILITY PLATFORM | STAGE ” | N 1 AREA CALCULATION FOR PRESCRIBED
TOWER WINDOW AREA & OPENABLE AREA CALCULATION —_— WINDOWS FOR CRITICAL SITUATIONS IS
LOCATION : FLAT 1~ BALCONY | "—E-|— REQ. LIGHTING REQ. OPENABLE AREA DEMONSTRATED
TOTAL PERIMETER  : (1.450 + 1.379)x 2 use UFA. I PRO, LIGHTING AREA UFA PRO. OPENABLE AREA UFA
5,658 m 4 2. LAYOUT OF SUNKEN SLAB MIGHT BE
FLAT _|(EACH FLOOR ) (W)x (H)x80% (am) (1110) (WIx(H)x80% (am) (1116)
40% OF LENGTH _  :2.263m e o PROVIDED IN DRAINAGE PLAN
PROVIDED LENGTH ;2829 m > 2263 m | T ) B T ) 7985 | 1TTX0850x80% = 1042 241 | 3. DESIGN IMPOSED LOADS ON FLOOR AND
LOCATION - FLAT 1 ~ UTILITY PLATFORM 1&6 [BATH1 2940 | 1.229x1350x80% = 1327 0254 | 0750x1.350x80% = 0810 0284 (1/10) DETAILS OF OPENABLE WINDOWS MIGHT
TOTAL PERIMETER  : (1.000 + 1.500) x 2 Total =  2835|> 2279 Total = 1852 | > 1535
. 000 BE PROVIDED IN GBP BEFORE
A 40% OF LENGTH 12.000 m APPLICATION FOR CONSENT FOR THE
— i —_— —_— [ “z pRIOV'DED LENGTH :2.500 m >2.000 m ———— — — — — — — — — — — — — — — — — — — ] COMMENCEMENT OF SUPERSTRUCTURE

R B WORKS (STAGE II)

‘ - m 4 AREA CALCULATIONS FOR PRESCRIBED
W WINDOWS FOR CRITICAL SITUATIONS
MIGHT BE PROVIDED IN GBP BEFORE

‘ APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II)

14/2/2023 4:05

PROJECT

BD SAMPLE -

PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
TYPICAL FLOOR PLAN (4/F TO 22/F)

SCALE  1:100 (A1)

DRAWING NO. REV. NO.

A012 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

ot - c
TYPICAL FLOOR PLAN 90mm (W) x 150mm (H) space
(4F~22F TOTAL 19 STOREYS) 7 for BD's approval stamp /

certification of copies of
approved plans
(PNAP ADM-10 APP A)

STOREY HEIGHT = 3000 mm

NOTES :
1. IMPOSED LOAD =25kpa
2. LIFT DOOR OPENING ARRANGEMENT :
LIFT NO. L1, L2 & L3 SERVED ALL FLOORS
(LIFT NO. L1 FOR FIREMAN'S LIFT & ACCESSIBLE LIFT)

3. NOTES FOR INTERNAL BATHROOMS : LEGEND :

ASYSTEM OF ARTIFICIAL LIGHTING AND MECHANICAL VENTILATION PRODUCING 5 AIR CHANGES PER HOUR) IS

IN OPERATION AT TIME WHEN THE BATHROOM IS IN USE. -/30/30 F.R.R. FULL HEIGHT FIRE BARRIER
4. 150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN.
5. AUTOMATIC SPRINKLER SYSTEM TO BE PROVIDED IN ACCORDANGE WITH THE L.P.C. RULES FOR AUTOMATIC EETEET OPEN KITCHEN

SPRINKLER INSTALLATIONS AND RELEVANT CIRCULAR LETTERS ISSUED BY THE HKFSD.
ALL BATHROOM / MVAL WITH * MARK HAVE TRANSFER AIR DUCT AT HI/L.
ALL KITCHEN WITH * MARK ARE EQUIPPED WITH ELECTRIC FUEL.

No




MAIN ROOF PLAN

NOTES :

1.
2.
3.

IMPOSED LOAD = 2.0kpa
IMPOSED LOAD FOR ELR, WATER TANK & PUMP ROOM =10.0 kpa
150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN

“T/BAL

A 1990 N

,

N\ AC paper
7 1500H FROM FFL

N\

N
V \  FLAT ROOF
> 80.200
\ \g 80.000
& N N

N

BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date Amendment Purpose

COMMENTARY

1 DESIGN IMPOSED LOADS ON FLOOR
MIGHT BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II)

14/2/2023 4:05

PROJECT

BD SAMPLE -

PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
MAIN ROOF PLAN

SCALE  1:100 (A1)

DRAWING NO. REV. NO.

A013 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




IMPOSED LOAD

1.
2.
3.

UPPER ROOF 1 FLOOR PLAN (UR1F)
NOTES :

=2.0 kpa
IMPOSED LOAD FOR E&M ROOM =7.5kps
150H. CONCRETE CURB TO E&M ROOMS TO BE PROVIDED AS INDICATED ON THE PLAN

e

BD REF  2/1234/18
BIMREF  2-1234-18-A21-01
FSDREF FP 8/
Rev. Date Amendment Purpose
COMMENTARY
N 1 DESIGN IMPOSED LOADS ON FLOOR
MIGHT BE PROVIDED IN GBP BEFORE
@ APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II).
- __B
/5
\A032)
14/2/2023 4:05
PROJECT
BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
UPPER ROOF 1 FLOOR PLAN
(UR1F)
SCALE  1:100 (A1)
DRAWING NO. REV. NO.
A014 -
SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's

signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




UPPER ROOF 2 FLOOR PLAN (UR2F)

NOTES :
1. IMPOSED LOAD = 2.0kpa

““ - “‘“‘B

BD REF

2/1234/18

BIM REF

2-1234-18-A21-01

FSD REF

FP 8/

Rev. Date

Amendment

Purpose

COMMENTARY

1 DESIGN IMPOSED LOADS ON FLOOR
MIGHT BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II)

14/2/2023 4:05

PROJECT

BD SAMPLE -

PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
UPPER ROOF 2 FLOOR PLAN
(UR2F)

SCALE  1:100 (A1)

DRAWING NO. REV. NO.

A015 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




BDREF  2/1234/18
87.350 g BIM REF  2-1234-18-A21-01
BL.! UR2F FSDREF FP 8/
‘ Rev. Date Amendment Purpose
| g
[3e]
‘ Jmm COMMENTARY
o
‘ 3 83.500 83500 1 DETAILS OF OPENABLE WINDOWS MIGHT
! N~ TTURTF B - BE PROVIDED IN GBP BEFORE
‘ APPLICATION FOR CONSENT FOR THE
! COMMENCEMENT OF SUPERSTRUCTURE
‘ § = WORKS (STAGE Il
I ™ |
1 80.000 (mPD) 80.000 — J
| BUILDING HEIGHT RF \ \ ] L
| RESTRICTION (BHR) = = — = = = —
| g ( H ) ‘ 11 |
| 77.000 3| ‘ ‘ ‘ ‘ SI= ] L
i “T22F 5 |
| (=1 (A1) N [} N K
‘ S / / ) .
! @) / \ N / 1 / L —
| AT T .
| “T21F B
| AT T u B
| “T20F
| — L — — = a—
‘ S / A ﬂ B /
l=] % | 1 B \
, S ‘ S ] _ MB ow
! 68.000 f| GB ‘ . ‘ ‘ e = GB GB GB :EE || I
REER
! 8 \Jﬁ\ T T I—Tra == s il T | | 1= . L [l 1
g |
o | 141212023 4:05
° E ‘ PROJECT
3|e REPEATED 6/F - 18/F = 13 STOREYS ‘ BD SAMPLE -
~ g PROPOSED 20-STOREY
b ‘ RESIDENTIAL BUILDING OVER
g 3-STOREY PODIUM AT TKO
‘ 5 — NN ‘ : . ‘ DRAWING TITLE
L | g LHL LT 11 [IEL TOWER ELEVATION A
| 29.000 3| ‘ ‘ . | |
! “TeF B ||
! . T / T s 7 SCALE  1:100 (A1)
| S \ L] / DRAWING NO. REV. NO.
/ — —
| 26.000 3‘ ‘ ‘ . || L A021 -
! BES 5 | SOURCE
‘ o \ KR [} A N "\
! S ( ) \ MB
‘ 5 y s L y ow
| poo e M | «| | al ] [ | [ — 90mm (W) x 40mm (H) space
| B . % for COMPANY LOGO
| N T ) 1 ] NN ) ¥ =
‘ S i ‘ ‘u7 / DR(FOR /| \|
(=] ~=—MAINTENANCE \
i ® / i AGGESS ONLY) L | Tw 50H RC CURB
20.000 — 3‘ ‘ H ‘ H L FROM FFL
! 3F [ I 90— || 1900
‘ o L ] LoL
! 5 H o . 90mm (W) x 60mm (H) space
| 17.900 _ 18300 _ 18300 1800 for AP/RSE/RGE's
i T.P. signature/ and stamp chop
I
| o
w0
| g g - —ADII.:I(I:'PEF:{AME ﬂ
‘ . ACCESS ONLY) ‘_lsRogMRSFEURB
I
| ,,fL o Jo_mgo
|
I
‘ o
w0
| 3
| L
‘ 9.400 [ront
R~ S
! 1F 90mm (W) x 150mm (H) space
| = for BD's approval stamp /
i ~—_ 7 certification of copies of
‘ § N TS /// approved plans
| o (PNAP ADM-10 APP A)
, LGW7 - Sao FS.IL
AN L - = 7z
I l L Lo Lo
| MEAN STREET LEVEL (MSL) 3400 | L | RUN IN/OUT ~. | |
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TOTAL DOMESTIC G.F.A. CALCULATIONS
( BEFORE EXEMPTION OF LIFT SHAFT AREA UNDER PNAP APP-89 )
( CALCULATION REFER DWG. NO. C051~C052 )

(LOBBY & EXIT STAIRCASE )

GF 1 STOREY 70943 sm.
1F 1 STOREY 23.055 sm.
2F 1 STOREY 230874  sm.
3F ~ 22F 498.749 s.m. (EACHFLOOR) x 20 STOREYS 9974.980
23 SUB-TOTAL : 10299.852
G.F.A. CONCESSION UNDER PNAP APP-89 (FOR PROVISION OF BETTER LIFT SERVICE)
(10% CAP ON G.F.A. CONCESSIONS TABLE ITEM 18)
( CALCULATION REFER DWG. NO. C053 )
LIFTNO.L1,L2&L3 13.545 s.m. (2F ~22F )x 21 STOREYS 284.445  s.m.
LIFT NO. L1 4725 sm. (GF~1F) x 2 STOREYS 9.450  s.m.
293.895
TOTAL DOMESTIC LIFT SHAFT AREAS SHOWN ON PLANS AND INCLUDED AS DOMESTIC G.F.A. :
(293.895 s.m. / 10028.952 s.m. x 100% ) 285 %
6% OF TOTAL DOMESTIC G.F.A. 10299.852 s.m.x6% 617.991  sm.
2.5% OF TOTAL DOMESTIC G.F.A. 10299.852 s.m.x2.5% 257496 sm.
PERMITTED EXEMPTION DOMESTIC G.F.A. FROM LIFT SHAFTS
293.895s.m. - (10299.852 s.m. x 2.5 % ) 36.399  s.m.
3.5% OF TOTAL DOMESTIC G.F.A. 10299.852 s.m. 360.495 s.m.
ACTUAL DOMESTIC G.F.A. 10299.852  s.m. 36.399 sm.
TOTAL : 10263453 s.m.
TOTAL NON-DOMESTIC G.F.A. CALCULATIONS
( PODIUM CAL. REFER DWG. NO. C051 TO C052 )
BIF RETAIL 875.406  s.m.
GIF RETAIL & ARCADE 1415101 sm.
1R RETAIL & ARCADE 1693.067  s.m.
1F&2/F RRF 166.035
TOTAL : 4149.609
RESIDENT'S RECREATIONAL FACILITIES (R.R.F.) CALCULATION
(10% CAP ON G.F.A. CONCESSIONS TABLE ITEM 15)
( CALCULATION REFER DWG. NO. C052 & C053)
1R (NOTE DWG NO. C052 ) 31431  sm.
2F (NOTE DWG NO. C053 ) 647.777
TOTAL 679.208
ACCOUNTABLE NON-DOMESTIC GFA FOR RRF
5% OF ACTUAL DOMESTIC GFA = 10263.453 X 5 % 513173 sm
=679.208 - 513.173 166.035 _ s.m.
NUMBER OF UNIT CALCULATION
3F ~ 22F 12__UNITS x 20 STOREYS 240 UNIT
TOTAL : 240 UNIT
CALCULATION AREA OF OWNER'S CORPORATION OFFICE (0.C.0.) 20000 s.m.
( CALCULATION REFER DWG. NO. C052 )
ACTUAL 0.C.0. AREA 19.972  sm.
REFUSE STORAGE & MATERIAL RECOVERY CHAMBER NET FLOOR CALCULATION
( CALCULATION REFER DWG. NO. C055 ~ C057)
TOTAL U.F.S. OF NON-DOMESTIC
B1/F RETAIL 565752  s.m.
GIF RETAIL & ARCADE 1056.322  s.m.
1R RETAIL & ARCADE 1399.407  s.m.
2F RESIDENT'S RECREATIONAL FACILITIES 231.097  s.m.
SUB-TOTAL : 3251.578  s.m.
TOTAL U.F.S. OF DOMESTIC
3F ~ 22F 300.138 _s.m. (EACHFLOOR) x 20 STOREYS 6002760 s.m.
SUB-TOTAL : 6002760 s.m.
REQUIRED MIN. RS&MRC AREA FOR DOMESTIC = 6002760 s.m./347 17.299  sm.
REQUIRED MIN. RS&MRC AREA FOR NON-DOMESTIC = 3251578 sm./925 3515  sm.
TOTAL : 20814 sm.
ACTUAL REFUSE STORAGE & MATERIAL RECOVERY CHAMBER 35835 s.m.
CALCULATION AREA OF T.B.E. ROOM
UNDER PNAP APP-84
( CALCULATION REFER DWG. NO. C041 & C055 - C057)
TOTAL NO. OF UNIT : 240 UNIT
ACTUAL T.B.E. ROOM PROVIDED ( FOR DOMESTIC ) 27971 sm.
TOTAL U.F.S. OF NON-DOMESTIC 3251.578  s.m.
ACTUAL T.B.E. ROOM PROVIDED ( FOR NON-DOMESTIC ) 27.144  sm.

OF TOTAL DOMESTIC G.F.A.

(CONCESSIONS ITEM 18)
( NOT EXCEEDING 3.5% OF
THE TOTAL DOMESTIC G.F.A. )

( PERMITTED EXEMPTION DOMESTIC
G.F.A. FROM LIFT SHAFTS)

. (CONCESSIONS ITEM 15)

<20s.m.

> 20.814s.m.

[ 24 s.m. (min.) ~ 31 s.m. (max.) ]

[22 s.m. (min.) ~ 28 s.m. (Max.)]

SITE COVERAGE & PLOT RATIO CALCULATION (UNDER BO)

SITE AREA
CLASS OF SITE
HEIGHT OF BUILDING

PERMITTED DOMESTIC SITE COVERAGE (OVER 61 m)
PROPOSED DOMESTIC SITE COVERAGE (OVER 61 m)

PERMITTED NON-DOMESTIC SITE COVERAGE (NOT EXCEEDING 15m) =
PROPOSED NON-DOMESTIC SITE COVERAGE (EXCEEDING 15m)

PERMITTED NON-DOMESTIC PLOT RATIO
PERMITTED DOMESTIC PLOT RATIO
PROPOSED DOMESTIC G.F.A.
PROPOSED NON-DOMESTIC G.F.A.
PROPOSED NO. OF UNITS

ACTUAL NON DOMESTIC PLOT RATIO
=4,149.609 / 2,507.73

PERMITTED DOMESTIC PLOT RATIO (RESIDUE METHOD)

=(15-1.654)/15x 10
ACTUAL DOMESTIC PLOT RATIO
=10,263.453/ 2507.73

OPEN SPACE REQUIRED :
( CALCULATION REFER DWG. NO. C056 )

= 2507.730  s.m.
= [
= 75.05m

[80 m (MAIN ROOF LEVEL) - 4.95 m (MEAN STREET LEVEL)]

= 40%

(REFER C053) 685553  s.m.
= 685.553  /2507.73 s.m. x 100 %
= 27.338% < 40%
100 %
(REFER C056) = 1837.404 sm.
1837.404  /2507.73 s.m. x 100 %
7327% < 100 %
15
10
10263453  s.m.
4149.609  sm.
= 240 UNIT
= 1654 <15
= 8.897

= 4093 < 8897

1/ 4 OF DOMESTIC ROOF OVER AREA = 685553  s.m. x 0.250
= 171388 sm.

ACTUAL OPEN SPACE PROVIDED = 715.319  sm. > 171.388

SITE COVERAGE & PLOT RATIO CALCULATION (UNDER TPO)

SITE AREA 2507.730 s.m.

MAXIMUM PLOT RATIO (OZP) 9

PERMITTED TOTAL GFA (OZP) 22569.570 s.m.

PERMITTED DOMESTIC PLOT RATIO (OZP) 75 PERMITTED DOMESTIC PLOT RATIO (OZP) : UNRESTRICTED

PERMITTED DOMESTIC GFA (OZP) 18807.975 s.m. PERMITTED DOMESTIC GFA (OZP) : -

PROPOSED DOMESTIC G.FA. (OZP) 10263.453 s.m. < 18807.975 s.m

PROPOSED NON-DOMESTIC G.F.A. (OZP) 4149.609 s.m

PROPOSED TOTAL G.F.A. (OZP) 14413.602 s.m. < 22569.57 s.m

PROPOSED DOMESTIC PR (OZP) 4093 (domestic)

PROPOSED NON-DOMESTIC PR (OZP) 1,654 (non-domestic)

PROPOSED TOTAL PR (OZP) 5747 <9

GREENERY AREA OF THE LOT

REQUIRED TOTAL GREENERY AREA OF THE LOT = 20 % (Min)

ACTUAL TOTAL GREENERY AREA OF THE LOT = 568.7256 s.m./ 2507.730 s.m.x 100 %

( CALCULATION REFER DWG. NO. C072)) = 22280 % > 20%

REQUIRED GREENERY AREA ON PRIMARY ZONE = 10 % (Min.)

GREENERY AREA ON PRIMARY ZONE 568.725 s.m./ 2507.730 s.m.x100%

22280 % > 10%

REQUIRED PLANTING AREA PROVIDED SHALL BE VISIBLE TO PEDESTRIANS OR

ACCESSIBLE BY ANY PERSON OR PERSONS ENTERING THE LOT

= GREENERY AREA ON PRIMARY ZONE

= 558.725

2507.730

= 22.280%

SITE AREA

X 100%

2 10%

s.m.

Development Schedule

A

B.

LOCATION & LOT NO: TK.O.T.L. 39.88.6 S.Q.R.P.

SITE AREA : 2507.730 m” (approx)

BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date Amendment Purpose

HEIGHT OF BUILDING
N - " - Special Condition [ AP's Confirmation
Block |No. of Storeys Proposed Height of Building Height Restrictiions under Lease Referred (Dwg No.)
1 25 75m Not specified SC C041
LEASE REQUIREMENTS
Required / Permitted Relevant Special Condition [ AP's Confirmation
tems Proposed under Lease Departments Referred (Dwg No.)
1 User Composite Development not specified N/A sc C041,C042
2 Type of Building Composite Building not specified N/A sc C041,C042
Domestic : s.m.
3 Gross Floor Area 10263.453 not specified N/A sC Co41
Non-Domestic : 4149.609 s.m.
Domestic : 27.338 %
4 Site Coverage not specified N/A sC Co41
Non-Domestic : 73.27 %
Lp:52.120m < 60m
5 Building Separation i.e. no. requirement on building not specified N/A scC Cco71
. Building setback i
6 Building Setback at xx Street (7.5m from centre line) not specified N/A Ssc Cco71
7 Greenery Requirement 22.28%) not specified N/A SC C072
(Please refer to the aspects
Design and Disposition / that will be generally considered
8 Design Disposition and Height NiA under DDH/DD clause stated in NiA s¢ NiA
|the LAO Practice Note 3/2014)
13 nos. for resident:
9 Carpark 5 nos. for visitors; not specified N/A sC AD03, AD04, CO41
19 nos. for retail
10 |Foading and Unloading Tno. for residents ot spocifiod A s "A008, Co1
3 nos. for retail
11 |Vehicular Access Vehicular access through Run-infout not specified N/A sc A005
at xx Street
1 |Caretakers - Office N/A not specified NIA sc NIA
- Quarters N/A not specified N/A sC N/A
43 |Quners' Corporation and Owners 19.972 s.m. not specified NA sc A007, C041
Committee office
14 Recreational Facilities 679.208 s.m.| not specified N/A Ssc A007, ADO7, C041
Non-building Area
15 (e.g.Drainage Reserve Area and N/A not specified N/A Ssc N/A
Reserve Areaetc
16 |Formation Areas N/A not specified N/A sc NIA
e.g. Green, Yellow etc.)
17 Tree Preservation N/A not specified N/A SC N/A
18 Landscaping N/A not specified N/A sC N/A
Other Special Requirements
19 under Lease (e.g. footbridge, N/A not specified N/A sc N/A
lopen space provision)

17/3/2023 7:50

PROJECT

BD SAMPLE -

PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
CALCULATIONS

SCALE  N.T.S.(A1)

DRAWING NO. REV. NO.

Co41 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




BD REF  2/1234/18
FIRE RESISTANCE REQUIREMENT FOR ELEMENTS OF CONSTRUCTION GFA Exempted GFA Exempted (sq. m.) GFA Exempted (sq. m.)
COMPARTMENT OF BUILDING FIRE RESISTANGE MINIMUM DIMENSION OF ELEMENTS OF CONSTRUCTION item (s.m.) Subject to Overall Cap of Subject to Overall Cap of BIMREF  2-1234-18-A21-01
LOCATION TYPE OF CLASSIIGATIO RATING (minutes) RC SLAB RC BEAM RC COLUMN RC WAL Disregarded GFA under Regulations 23(3)(b) of the Bullding (Planning) Regulations (B(FIR) he-C o T :PP-;Mc T T PNA; AP;-1 515 )
Sregarde Under Regulations of the Bullding (Planning) Regulations Refer Dwg. No.|__(DOMESTI Refer Dwg. No.|_(NON-DOMESTI
ACCOMMODATION N FLOOR AREA (m?) VOLUME (m?) o on | THCkEss |  CONCRETECOVER | poyeqq | CONCRETE COVER THickNgss | CONCRETECOVER | ryyo g | CONCRETE COVER 7 . [Carpark and loadin g/ Unioadin a(reNa e)xcludin blic ?r;ns ort k:ninugs 2R I 3040334 — — FSDREF FP8/
OF CONSTRUCTION TO REINFORCEMENT TO REINFORCEMENT TO REINFORCEMENT 7O REINFORCEMENT £ J 9 g0 i -
B2F 8 BIF CARPARK NOT EXCEEDING 10500 NOT EXCEEDING 7000 + (simp 0 (simpl ed ot roams ond el sery ey : Rev.  Date Amendment Purpose
1 7 1 i 240 /240 / 240 170 55" (simply supported o) 80" (simply supported)l 35 180 25 » Mandatory feature or essential plant room, area of which is imited by respective PNAP o regulation, et T I
FORF.S.D. 45" _(continuous) 60" (continuous) - such as lft machine room, TBE room, refuse storage chamber, efc. 138
B1F RETAIL a NOT EXCEEDING 2500 |  NOT EXCEEDING 7000( o 00/ 540 170 55" (simply supported 280 80" (simply supported) 450 35 180 25 Mandatory feature or essential plant room, areas of which is NOT limited by any PNAP or regulation, STAG E "
FORF.S.D. 45*  (continuous) 60" (continuous) 22 such as room occupied solely by FSI and equipment, meter room, transformer room, potable and | 546.506 C 0 M M E N TARY
OF - 1F RETAIL & ARCADE ® NOT EXCEEDING 2500 | NOT EXCEEDING 7000 0 00 20 (simply supported 30 (simply supported)| 2 75 15 flushing water tank, etc. [ —— J— e
FORF.! 20  (continuous) 30 (continuous) 2.3 Non-mandatory or non-essential plant room, such as A/C plant room, AHU room, efc. 35.454 [ Not Applicable C053 35.45 1 NON-ACCOUNTABLE GROSS FLOOR AREA
o RRF . NOT EXCEEDING 2500 | NOT EXCEEDING 7000 o 0 20 (smplysupparied o 30 (smply supported)] oo s s - [Disregarded GFA under Regulations Z3A(3) of the BIF)R OF MANDATORY FEATURE OR ESSENTIAL
FORF.S.D. 20 (continuous) 30 (continuous) 3 IArea for picking up and setting down persons departing from or arriving at the hotel by vehicle I I } I } PLANT ROOM AREA MIGHT BE PROVIDED
- - 1 Supporting facilities for a hotel
EACH FLOOR NOT LIMITED NOT LIMITED 20 (simply supported 30 (simply supported)| IN GBP BEFORE APPLICATION FOR
TOWER (3/F - 22/F) 1 60 100 200 200 25 75 15 Green Features under Joint Practice Notes (JPNs)
DOMESTIC FLATS 20 (continuous) 30 (continuous) CONSENT FOR THE COMMENCEMENT OF
BASEMENT, PODIUM | AL E&M ROOMS E K 3% :sim i ) 507 :sim Iy su )Drted) ° Salcony for residental buldngs 2400001 €088 240.000 Not Appiicable SUPERSTRUGTURE WORKS (STAGE Il
; 8 120 125 ply 200 Ply supp 300 35 100 25 G Wider common corridor and lift lobby ( )
& TOWER 25 (continuous) 40 (continuous) B Communal sky garden
REMARKS : 1. * Reinforcement consisting of expanded metal lath or a wire fabric not lighter than 0.5kg/m? with 2mm diameter wire at not more than 100mm centers or B Communal podium garden for non-residential buidings
a continuous arrangement of links not more than 200mm centers shall be incorporated in the concrete cover at a distances not exceeding 20mm from the face. 9 (Acoustic fin
2.* All floors transformer rooms, switch rooms. pump rooms, tbe rooms, lift machine rooms, emergency generator rooms and all electrical and special hazards rooms, 10 Wing wall, wind catcher and funnel
tower roof lift machine room, pump rooms, wall & floor adjoining to the required staircases wall thickness 180mm cover to steel 25mm, floor thickness 170mm cover to steel 55mm*. 1 Non-structural prefabricated external wall 23.760 €053 23.760 Not Applicable
3. The special hazard room's or floors which adjoining to the exit staircase to be of -/240/240 minutes F.R R. 12 Utility platform 60.000 €053 60.000 Not Applicable
4. Slab between B/F carpark and G/F should have an F.R.R. of less than - / 240 / 240. 13 Noise barrier
Amenity Features
[Counter, office, store, guard room and lavatory for watchman and management staff, Owners' )
14 Corporation Office 19.972 co53 19.972 Not Applicable
Residential recreational facilties including void, plant room, swimming pool filtration plant room, )
15 covered walkway etc serving solely the recreational facilties 513173 ©053 513.173 Not Applicable
PROVISIONS OF EXIT DOORS & EXIT ROUTES FROM ROOM, FIRE COMPARTMENT OR STOREY 16 |Covered landscaped and play area 105.383
TOTAL USABLE EACTOR REPERSENTING TOTAL CAPACITY 'ﬂZ&", ggsré' MIN. TOTAL WIDTH (mm) MIN. WIDTH OF EACH (mm) 17 Horizontal screen/covered walkway, trellis
18 Larger it shaft . . i
LOCATION cLassiFicATION| TYPE OF ACCOMMODATION | - /Sy bl | (L o ER PERSON. | PER FLOOR (PERSON) | EROM STOREY EXIT DOOR EXIT ROUTE EXIT DOOR EXIT ROUTH wger i 36.399 Co41 36.399 Not Appiicable
REQ. | PRO. | REQ. | PRO. | REQ. [ PRO. | REQ. | PRO. | REQ. | PRO. 19 Chimney shaft
B2F 7 CARPARK 1554.014 30 52 2 4 1750 | 3600 | 2100 | 4200 | 850 900 | 1050 | 1050 20 [Other non-mandatory or non-essential plant room, such as boiler room, SMATV room
BIF 7 CARPARK 861170 30 29 2 2 1750 | 3600 | 2100 | 4200 850 900 1050 | 1050 2 :f”e g“:' air g“‘: :°’ "‘a”"'a"’: f'ea'“'e or esse“":' ':'al"‘ :°°'" 135122
ipe duct, air duct for non-mandatory or non-essential plant room
b RETAIL-B1 752 1 2 2 17 3 21 42 1 1
ARGADEGT ffs ;5 3 82 =0 600 00 0 % 900 050 050 23 Plant room, pipe duct, air duct for environmentally friendly system and feature
a 1. 4 24 High headroom and void in front of cinema, shopping arcade etc. in non-domestic development
RETAIL-G1 121.852 1 25 \/oid over main common entrance (prestige entrance) in non-domestic development
GIF ab RETAIL-G2 206.995 3 69 DIRECT EXIT TO ULTIMATE PLACE OF SAFETY % Void in duplex domestic flat and house
RETAIL-G3 373.048 125 27 and reflector
RETAIL-G4 171.957 58 28 Minor projection such as AC box, window cil, projecting window 279.129
RETAIL-G5 39.995 14 20 Other projection such as air-conditioning box and flatform with a projection of more than 750MM from
TOTAL OCCUPANCY FOR G/F SHOPS & ARCADE TOTAL = 355 P. the external wall
ARCADE-1F 129.333 44 Other Items
RETAIL-AF-1 122278 41 30 Refuge floor including refuge floor cum sky garden
F 4 RETAILAF-2 286.417 % 31 | Covered area under large projecting / overhanging feature
RETAIL-1F-3 334.367 3 12 2 4 3000 | 4200 | 3000 | 4200 | 1050 | 1050 | 1050 | 1050 §§ :Z“:"c "‘a":‘:m 'ed"“i"“s (Pﬂ;)
arty structure and common staircase
RETAIL-F-4 407.605 136
e Horizontal area of staircase, lft shaft and vertical duct solely serving floor accepted as not being o1o
RETAIL-F-5 99.338 34 accountable for GFA 8
RETAIL-F-6 20.069 7 5 Public passage
TOTAL OCCUPANCY FOR 1/F SHOPS & ARCADE TOTAL = 470 P. % Covered sel back area
RECREATIONAL FACILITIES : Bonus GFA 17/3/2023 12:12
- LOUNGE AREA 2 20.072 3 7 37 [Bonus GFA 1 1 | | |
PROJECT
- LOUNGE AREA 1 17.779 3 6 (Additional Green Features under JPN
4a MFXR 106.398 10 1 38___ [Building adopting Modular Intergrated Construction I I T T T BD SAMPLE -
2F GYM 59.889 3 20 2 4 1750 | 4200 | 2100 | 4200 850 900 1050 | 1050
5 OUTDOOR SWIP 64.563 3 2 [Total Exempted GFA 5408.720 R o PROPOSED 20-STOREY
60 ST0 1 6.987 20 4 Total Domestic GFA 10263.453 RESIDENTIAL BUILDING OVER
- 0oco 19.972 9 3 :otal Non-Dr/n:estic GFA o 4149.6?/9 3-STOREY PODIUM AT TKO
— orcentage (% 8.709% 0.854%
TOTAL OCCUPANCY FOR 2/F SHOPS & ARCADE TOTAL = 70 P. DRAWING TITLE
TOWER FLAT 1~ 12 e
3IF - 22/F 1b (TOTAL = 12 FLATS) 261.690) 45 TOTAL =59 P. 2 2 1750 1800 2100 2100 850 900 1050 1050 ot Bxompiod GFR — R SCHEDULE
(TOTAL=208.) [Total Domestic GFA 10263.453
TOTAL = (59 x 20) = 1180 P. Percentage (%) 8.709%
REMARKS : 1. ALL PLANT ROOM TAKE LARGEST AREA OF EACH FLOOR, ROOM AREA AS INDICATED ON PLAN
2. FOR CLASSIFICATION 8, IF THE NET FLOOR AREA OF A ROOM DOES NOT EXCEED 100m?, THE OCCUPANT GAPACITY IS CONSIDERED TO BE ZERO.
SCALE  N.T.S.(A1)
'SCHEDULE OF SANITARY FITMENT MARK O INCLUSIVE ACCESSIBLE UNISEX TOILET DRAWING NO. REV. NO.
TYPE OF FACTOR CAPACITY RATIO OF MALE TO FEMALE W.C. PAN BASIN URINAL BATH / SHOWER 0042 -
LOCATION TOTALUSABLE | REPERSENTING (PERSONS) RATIO MALE | FEMALE NALE FEMALE MALE FEMALE MALE MALE FEMALE SUMMARY OF GFA CONCESSIONS
ACCOMMODATION FLOOR AREA (m?)| s.m. OF UFA PER ( CAL. REFER DWG. NO. C051~C053 )
PERSON TOTAL REQ. PRO. REQ. PRO. REQ. PRO. REQ. PRO. REQ. PRO. REQ. PRO. REQ. PRO. " " " DOMESTIC / NON-DOMESTIC GFA CONCESSIONS ( ) SOURCE
- sm.
B1F RETAIL-B 89 P 115 76 113 1 3 2 3 1 1 3 - - - -
oF ARCADE_; 143 : o] FLOOR 1 21 22 23 5 e 12 14 15 16 18 21 28 34
RETALGT | NON-DOM DOMESTIC (4IF~22/F)
RETAIL.G2 69 B2F 1900.881 B 146914 - . s s S 5 . . .
RETAL GO s | B1F 959.533 27.144 140.706 - - - - - - 12190 - 32.829
GIF 179.920 63.806 30141 - - - - - 21284 31.498 - 45.990
T o = i - - 85350 : : : - * | rer owe 2 rer owe : : . 90mm (W) x 40mm (H) space
2F - - 68555 35454 - - - 19.972|  coat 84.009 [  CO41 6.994 - -
" (ARCADE1F | 4] ToTAL=e:P | 118 0 % ® ® ® ° N ¢ ® 2 N : ) ) ) 3F~22F - 48.040 70.340 - 240.000 23.760 60.000 - - 84.440 279.129 - for COMPANY LOGO
RETAIL-1F-1 41 S - = - - - -
RF - 108.492 - - - - - - - - - -
:E::E:Ej REFER TO MEANS OF fi 3511 SoR0.334 zgj'?gs Si6.506 a5 000 760 50,000 Toe7z 513.173 05383 ERER 12 7661
it ESOAPE P X - ! - X ; . X . - 36.399 - - )
RETAIL-1F-5 34
RETAIL-1F-6 7
2iF RECREATIONAL FACILITIES' COMPLIANCE WITH SBD GUIDELINES AS STIPULATED IN PNAP APP-152
LOUNGE AREA 2 7
LOUNGE AREA 1 6 1, BUILDING SEPARATION _|MAXIMUM FACADE LENGTH Lp= 52.120m < 60m for entire building
rxR | romieror | 1 35 B T e e L A i I e P I (O ) I - refer to GIF plan dwg. CO71 90mm (W) x 60mm (H) space
GYM 20 i P i
2, SITE COVERAGE OF GREENERY WITH AREA OF 20% of the site area is provided, out of for AP/RSE/RGE's
gT”;:’OOR Swhp % GREENERY which half of such green area is within pedestrian zone _
oco 3 * refer to greenery area diagram C072 Sig nature/ and stam p ChOp
(FOR RESIDENTIAL TOWERS) REQ. PRO. REQ. PRO. REQ. REQ. PRO.
TOWER POMESTIC TARGET RATING IN THE COMPLIANCE ASSESSMENT UNDER BEAM PLUS NB AND
3IF ~ 227 FLATNO. 1 36.793 +5 oP - - - ! 2 ! 2 - ! 2 SPECIFIC STANDARDS AS STIPULATED IN PNAP APP-151
(20 STOREYS) (TAKE LARGEST AREA FLAT)
TARGET RATING IN THE COMPLIANCE ASSESSMENT UNDER BEAM PLUSNB |  ANTICIPATED SILVER
PROVISION OF SPECIFIC STANDARD(S)
PROVISIONS OF MEANS OF ESCAPE IN CASE OF FIRE
ENHANCED GREENERY PROVISION
TYPE OF TOTAL USABLE | FACTOR REPERSENTING TOTAL CAPACITY TOTAL CAPACITY OF |NUMEER & STARS NUMBER OF WIDTH OF ﬁlﬁﬁg?ﬁgfgow o
LOCATION STOREYS SERVED | PROVIDED IN THE STOREY STARS [J SKYRISE GREENING [] GREEN BUFFER [] TREE CLUSTER
ACCOMMODATION FLOOR AREA (1) | 3. OF UFAPER PERSON | PERFLOOR (PERSON) | ¢ ersony | BUILDING ABOVE GROUND om)_|{# NON-SRPINKLER BULDING)
(" SPRINKLER BUILDING) HEALTH AND WELL-BEING
B2F CARPARK 13 Bs01 BS-01 B2F-GIF |BELOW GROUND 1 STOREY 1050 | # [210x08]= 168 > 13 FEATURES.
o) 13 BS-02 BS-02  [B2F~GIF [BELOW GROUND 2 STOREYS 1050 | # [242x0.8]= 193 > 68 TERLTESE
13 BS03 BS-03 B2F-GIF  |BELOW GROUND 2 STOREYS 1050 | # 193 > 68 2.2
13 BS-04 BS-04  [B2F~GIF [BELOW GROUND 2 STOREYS 1050 | # = 193 > 67 222
B1F CARPARK 29) 55 BS-02 BS-05  [BIF-GF  |BELOW GROUND 1STOREY 1050 | # [210x08]= 168 > 54 223
RETAIL-B1 189 218 55 BS-03 204
: szg‘; 225
F ARCADE-1F 44| 118 ST-01 STO1  |GF~22F |ABOVEGROUND22STOREYS | 1050 | # [498+(32x12)]= 882 > 726 90mm '(W) x 150mm (H) space
RETAIL-1F-1 41 118 ST-02 ST-02 GIF~22/F __|ABOVE GROUND 22 STOREYS 1050 | # [498+(32x12)]= 882 > 726 ENHANCED NATURAL VENTILATION for BD's ap proval stam p /
RETAIL-1F-2 9% 117 ST-03 ST03  |GFF-2F  |ABOVE GROUND 2 STOREYS 1050 |# 242 > 134 [ NVTC REQUIREMENTS FOR RESIDENTIAL BUILDING rificati £ K £
RETAIL-F-3 112 470|117 sT-04 ST-04  |6F-2F  |ABOVEGROUND2STOREYS | 1050 |# 202 > 134 certification of coples o
RETAIL-1F-4 REFER TO 136 [JLIGHT WELL PROVIDED IN A RESIDENTIAL BUILDING FOR THE
RETAIL-1F-5 MEANS OF ESCAPE 34 PURPOSE OF COMPLIANCE WITH REGULATION 36 OF THE BUILDING approved plans
RETAIL-1F-6 7 (PLANNING) REGULATIONS (PNAP ADM-10 APP A)
2/F RECREATIONAL FACILITIES 18 ST-01
lOUNGEAREAZ 1 — 18 sT02 ADOPTION OF BUILDING INFORMATION MODELLING
LOUNGE AREA 1 6 17 ST-03 ADOPTION OF MULTI-TRADE INTEGRATED MECHANICAL,
R 7;; 70l 17 ST ELECTRICAL AND PLUMBING IN BUILDING SERVICES
OUTDOOR SWMP 22|
STO 1 1
oco 3
TOWER FLAT 1~ 12 500 ST-01
3IF - 22IF (TOTAL = 12 FLATS) 59 1180 500 ST-02
(TOTAL=208)
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NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP) :

2

- CONCESSION ITEMS SPECIFIED IN PNAP APP-151
(OTHER THAN CAR PARK AND LOADING / UNLOADING AREA
B EXCLUDING PUBLIC TRANSPORT TERMINUS)

- CAR PARK AND LOADING / UNLOADING AREA EXCLUDING
PUBLIC TRANSPORT TERMINUS

/771

| CONCESSION CALCULATION AT B2F STAG E I I |
CONCESSION TEM 1 CONCESSION ITEM 2.2
| AREANO. Name (SM) | AREANO. Name ()
@ @
XC-1|CARPARK 1900.881[ x2-1  EVCR 25.190)
| X22 _SPRWTPR 35.;| |
X23 PFWTPR 62.576]
X24  CWPR 11.201
X25 FANRM 8.110) |
X26  SPRPR 4.453]
| 1900.881 146.914] |
| | DETAILED BREAKDOWN OF GFA CALCULATION OF B2/F | |

BD REF  2/1234/18

BIM REF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date ‘Amendment Purpose

COMMENTARY

1. DETAILED BREAKDOWN OF GROSS
FLOOR AREA (GFA) CALCULATIONS MIGHT
BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II).

14/2/2023 4:06

PROJECT
BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DOMESTIC & NON- DOMESTIC G.F.A. DIAGRAM OF B2/F

9600 12300 13500

-

9600 ]
4

8300

12500

33600

12800

@ @ BASEMENT 1
45000 T i

ACCOUNTABLE :

[ NON-DOMESTICGFA. = 875.406 SM.

. Agﬁ_@

NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP) :

- CONCESSION ITEMS SPECIFIED IN PNAP APP-151
(OTHER THAN CAR PARK AND LOADING / UNLOADING AREA
EXCLUDING PUBLIC TRANSPORT TERMINUS)

- CAR PARK AND LOADING / UNLOADING AREA EXCLUDING
PUBLIC TRANSPORT TERMINUS

DRAWING TITLE
CALCULATIONS (1)

SCALE  1:200 (A1)

DRAWING NO. REV. NO.
C051 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

NON-DOMESTIC G.F.A.
| CALCULATION AT B1F CONCESSION CALCULATION AT B1F STAG EIll
NON-DOMESTIC e
CONCESSIONITEM1 | CONCESSION ITEM 24 CONGESSION ITEM 2.2
| AREANO. AREANO. Name M) | AREANO. Name ©M) | AREANO. Name
@ @
AT XC11_|CARPARK 959533 X111 _TBE (NDOW) 27142 X211 _IRRWIPR
X212 EVCR
| X213 FSPR
X2-14__SWITCHRM

75400 95953 27144

| CONCESSION CALCULATION AT B1F
| concessionTEM21 CONGESSION ITEM 34
AREANO. Name M) | AREANO. Name G
@ (€]
X211 |[sV-8201 5046| X341 LFS 18330
| X2112 |sv-82:02 3700 X3412 BS01 14,499
x2113_|PD 3.444

| 12.190] 32.829)
| DETAILED BREAKDOWN OF GFA CALCULATION OF B1/F

DOMESTIC & NON- DOMESTIC G.F.A. DIAGRAM OF B1/F

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




BD REF 2/1234/18
BIMREF  2-1234-18-A21-01
FSD REF FP 8/
@ @ @ 45,000 @ @ N GROUND FLOOR
} 9,600 4L 9,600 41 12,300 41 13,500 } Rev. Date Amendment Purpose
| | | | | ACCOUNTABLE :
A ‘ [[] DOMESTIC GFA (INCLUDING 4.725 S.M. LIFT SHAFT AREAFORL1) = 70.943SM. M
- B 1. DETAILED BREAKDOWN OF GROSS
- FLOOR AREA (GFA) CALCULATIONS MIGHT
N [ NON-DOMESTICGFA = 1415101 SM. BE PROVIDED IN GBP BEFORE
. APPLICATION FOR CONSENT FOR THE
. COMMENCEMENT OF SUPERSTRUCTURE
. NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP) : VWORKS (STAGE 1.
M P COCESSION ITEMS SPECIFIED IN PNAP APP-151
M (OTHER THAN CAR PARK AND LOADING / UNLOADING AREA
. EXCLUDING PUBLIC TRANSPORT TERMINUS)
- [ R PARKAND LOADING | UNLOADING AREA EXCLUDING
M PUBLIC TRANSPORT TERMINUS
: | DOMESTIC G.F.A, |
CALCULATION AT GIF. CONCESSION CALCULATION AT G/F
M [ bowEsTic |
* | AREA CONCESSION ITEM 1 CONCESSION ITEM 2.1 CONCESSION ITEM 16 w |
j AREANO.  (S.M) AREANO. Name (SM) | AREANO. Name (SM) | AREANO. Name M)
e | D-A21 2)5.218 XC-21 RAMP & L/UL 1?9,920 X1-21 RSMRR ?5835 X16-21  Covered Landscape ®5.|62 |
: D-A22 4.725| X1-22  TBE (DOM) 27.971| X16-22 Covered Landscape 16.122]
- 70.943] 179.920] 63.806] 21.284] |
e | NON-DOMESTIC G.F.A.
hd CALCULATION AT GIF CONCESSION CALCULATION AT GIF
- | NON-DOMESTIC |
- AREA CONCESSION ITEM 2.2 CONCESSION ITEM 21 CONCESSION ITEM 34
< [AREANO.  (5M) | |AREANO. | Name (SM) | AREANO. Name (SM) | AREANO. Name
. o) ® ® o) |
: | | on |ra S7is| o1z ovesos Goas| ouzs ooos 20560
- X2-23 |CMC 3.194 X21-23 SV-B1-01 4.890
<+ | X2-24 3.148| X21-24 SV-B1-02 4.793 |
- X2-25 FPR CON VALVE 2.827| X21-25 SV-B1-03 4.142
< X2-26 |TX-01 11.706| X21-26 PD 0.650
< X2-27 FSI 2.541 X21-27  PD 3.578
<« | | X218 PD 2.063] |
- | 1415.101 30.141 31.498] 45.@ |
N | DETAILED BREAKDOWN OF GFA CALCULATION OF G/F |
- | 141212023 4:06
- PROJECT
D C BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
CALCULATIONS (2)
DOMESTIC & NON- DOMESTIC G.F.A. DIAGRAM OF G/F
SCALE  1:200 (A1)
@ @ @ @ @ FIRST FLOOR DRAWING NO. REV. NO.
45,000 -
1 9,600 «L 9,600 j 12,300 j 13,500 } N ACCOUNTABLE : €052
| | | | | @ E— SOURCE
A ‘ [[] DOMESTICGFA (INCLUDING 4.725 SM.LIFT SHAFTAREAFORL1) =  23.055SM.
B 90mm (W) x 40mm (H) space
O [ nNON-DOMESTICGFA = 1,693.067 SM. for COMPANY LOGO
‘ NON ACCOUNTABLE (SUBJECT TO 10% CONCESSION CAP) :
5
% ‘ [  RESIDENTS' RECREATIONAL FACILITIES = 31.431S M.
NON ACCOUNTABLE GFA (NOT SUBJECT TO 10% CONCESSION CAP) :
90mm (W) x 60mm (H) space
QI CO\CESSION ITEMS SPECIFIED IN PNAP APP-151 f(?r AP/RSE/RGE's
(OTHER THAN CAR PARK AND LOADING / UNLOADING AREA s|gnature/ and stamp chop
EXCLUDING PUBLIC TRANSPORT TERMINUS)
8 | B . cric AnD LOADING / UNLOADING AREA EXCLUDING
o PUBLIC TRANSPORT TERMINUS
g ——
’ |
gg:nCEliTAl%gl::T 1IF CONCESSION CALCULATION AT 1/F w I
IMESTIC
O | CONCESSION ITEM 2.2 AREA CALCULATIONS AT 1/F RRF
‘ AREA NO. 1s(vg|v) AREANO. Name (SM) | AREANO. Name (SM) I
| D-A31 4.725 X2-31 TXRM 89,8§| X15-31  FPR (RRF) 31.431
D-A32 18.330) I
| TOTAL 23.055) BQYBEI 31.431
(=] NON-DOMESTIC G.F.A. I
8 | CALCULATION AT 1/F
o NON-DOMESTIC
o o | 90mm (W) x 150mm (H) space
AREA NO. S.M.
| i I for BD's approval stamp /
‘ | certification of copies of
I approved plans
(A) | | DETAILED BREAKDOWN OF GFA CALCULATION OF 1/F | (PNAP ADM-10 APP A)

— —— — — — — — — — — — — — — — — — — — —

DOMESTIC & NON- DOMESTIC G.F.A. DIAGRAM OF 1/F




9,600

9,600

13,500

8,300

33,600

12,500

12,800

SECOND FLOOR
ACCOUNTABLE:

- DOMESTIC G.F.A. (INCLUDING 13.535 S.M. LIFT SHAFTAREAFORL1,L2&L3) = 230.874 S.M.

NON ACCOUNTABLE (SUBJECT TO 10% CONCESSION CAP):

- RESIDENTS' RECREATIONAL FACILITIES

= 647.777 S.M.

NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP):

CONCESSION ITEMS SPECIFIED IN PNAP APP-151
Il (OTHER THAN CAR PARK AND LOADING / UNLOADING AREA
EXCLUDING PUBLIC TRANSPORT TERMINUS)

DOMESTIC GF.A

CALCULATION AT 2/F CONCESSION CALCULATION AT 2/F
e STAGE Il
AREA CONCESSION ITEM 2.2 CONCESSION ITEM 2.3 CONCESSION ITEM 14
AREANO.  (SM) (SM) | AREANO. Name (SM) | AREANO. Name M)
(0] @ @ @
D-Ad 230874] X241 |SWITCHRM 7779] X341 _ACPR 35.454] X1441__0CO 19.972
X242 [ELR 11.846
X243 ‘MAIN SWITCHRM (D 48.930)
230.874] 68.555| 35 454] 19.@'
CONCESSION CALCULATION AT 2/F
CONCESSION ITEM 16 CONCESSION ITEM 21 AREA CALCULATIONS AT 2/F RRF
AREANO. Name (SM) | AREANO. Name (SM) | AREANO. Name (SM)
@ @ @
X16-41 _|Covered Landscape 23136] X21-41_PD 1293 X15-41 _RRF 148512
X1642 |Covered Landscape 55937| X2142 PD 3120 X1542 RRF 43.858]
X16-43 _|Covered Landscape 0972| X2143 PD 1831| X1543 RRF 155,407}
X16-44 | Covered Landscape 4054 X21-44 PD 0.750] |
84.099) 6.994 647.777|

AAREA CALCULATION OF A/C PLANT ROOM AT 2/F (CONCESSION ITEM 2.3)
1% OF TOTAL NON-DOMESTIC GFA FOR A/C PLANT RM.

=4163493 sm.x 1%

= 41635 sm.> 35454sm.

| DETAILED BREAKDOWN OF GFA CALCULATION OF 2/F

BD REF 2/1234/18

BIM REF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date Amendment Purpose

COMMENTARY

1 DETAILED BREAKDOWN OF GROSS
FLOOR AREA (GFA) CALCULATIONS MIGHT
BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II).

14/2/2023 4:06

DOMESTIC & NON- DOMESTIC G.F.A. DIAGRAM OF 2/F

(@]

e — —— —— —— — — — — — — —

3/F TO 22/F
ACCOUNTABLE:

ACCOUNTABLE DOMESTIC G.F.A

= 498.749S.M. X 20 STOREYS

BALCONY AND UTILITY PLATFORM
= 30.000 S.M. X 50% X 20 STOREYS

TOTALACCOUNTABLE DOMESTIC G.F.A.
=9,974.980 S.M. + 300.000 S.M.

(INCLUDING 13.535 S.M. LIFT SHAFT AREAFOR L1, L2 & L3)

= 9,974.980 S.M.

= 300.000 S.M.

= 10,274.980 S.M.

NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP):

CONCESSION ITEMS SPECIFIED IN PNAP APP-151
Il  (OTHER THAN CAR PARK AND LOADING / UNLOADING AREA
EXCLUDING PUBLIC TRANSPORT TERMINUS)

NON ACCOUNTABLE (SUBJECT TO 10% CONCESSION CAP):

BALCONY AND UTILITY PLATFORM
= 30.000 S.M. X 50% X 20 STOREYS

PREFABRICATED EXTERNAL WALL
= 1.188 S.M. X 20 STOREYS

TOTAL FEATURES SUBJECT TO 10% CONCESSION CAP
= 300.000 S.M. + 23.760 S.M.

300.000 S.M.

23.760 S.M.

323.760 S.M.

PROJECT
BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
CALCULATIONS (3)
SCALE  1:200 (A1)
DRAWING NO. REV. NO.
C053 -
SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

I
I
I
I
I
I
I
I
I
|
|
|
I
I
I
I
I
I
I
I
I
I
I
|
|
|
I
I
I
|
I
I

| DETAILED BREAKDOWN OF GFA CALCULATION OF 3/F ~ 22/F (20 STOREY)

LIFT SHAFT AREA |
AREANO. QD) STOREYS| TOTAL |  TOTAL DOMESTIC G.F.A. = TOTAL FLAT AREA + COMMON AREA + TOTAL LIFT SHAFT AREA STAG Ell
FE] s ?725 oFF 2@; = &’g = 402.097 SM. + 83107 SM. + 13.545SM. = 498.749 SM. |
X34-2 LFs 4410 | 2F~22F 21 9261
X34-3 LFs 4.410 | 2F~22F 21 9261
13,545 293895 |
DOMESTIC G.F.A. CALCULATIONS |
(3IF - 22IF)
BALCONY P PRECAST FAGADE
NET ‘CONCESSION ITEM5 | CONCESSION ITEM 12 SUB-TOTAL COMMON AREA 'CONCESSION ITEM 11 CONCESSION [TEM 2.1 'CONCESSION ITEM 2.2 CONCESSION ITEM 21 'CONCESSION ITEM 28 |
FLATNO. | FLAT AREA|100% AREA 50% AREA [100% AREA 50% AREA FLAT AREA |SUB-TOTAL
©my | oMy sy | sm) 6wy M) AREANO.  (sM) AREANO.| (sM) [aReaNo.| (sm) | ©m) AREA NO. M) AREA NO. (sM) AREANO. (sM) AREANO. (sM) |
=D+@+@
7| s6075| 2000  1.000| 1500  0.750 57825 21 83107 B B B X1 | RSMRC | 2402 | X2 ELR 2402 X2i-1 PD 0550 X281  ACP 1597
2| 28888 2000 1000 - - 20888 - - - X22 | WMC  0575| X212 PD 0675| X282  ACP 4072
3| 28e8s| 2000 1000 29986 - - - X23 | WMC  0540| X213 TLD 0722| X283  ACP 1597
4| 28986| 2000 1000 20986 - - - X214 PD 0510 X284  ACP 2475
5| 28sss| 2000  1.000 - - 20888 - - - X215 PD 0540 X285  ACP 2475
6| se075( 2000  1000| 1500 0750 57.825 - - - - - X216 PD 0675| X286  ACP 2475
7| a7 2000 1000 1500 0750 36.469 7wi| o026 7wz2| 0119 0385 X217 PD 0.550
8| 18esa| 2000  1.000 - - 19,654 swi| o209 - - 0209
o| 26744 2000 1000 27.744 - - - |
10| 25694 2000 1000 26,694 - - -
11| 18669 2000  1.000 - - 19.669 1w | o209 - - 0209
12| 34719| 2000 1000 1500 0750 36.469 12w1| 0119| 12w2| 0266| 0385 |
387.097 12.000 3.000 402.097 83407 1.188 2402 3517 4222 14.691

I
I
I
|
I
I
|
|
I
|
|
|
|
I
|
I
I
I
I
I
|
|
|
|
|
|
|
I
I
I
|
IL]
—

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

DOMESTIC G.F.A. DIAGRAM OF 3/F ~ 22/F (20 STOREYS)

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




0
]
\

ROOF FLOOR
NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP) :

- CONCESSION ITEMS SPECIFIED IN PNAP APP-151

DETAILED BREAKDOWN OF
GFA CALCULATION OF ROOF FLOOR

| STAGE Il
AREA NO. (M) I
| X2-1 EGR 44.350
X2-2 PD 105
X2-3 ‘ PFWTPR 58.037 |
| 108.492

BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FSD REF FP 8/

Rev. Date Amendment Purpose

COMMENTARY

1 DETAILED BREAKDOWN OF GROSS
FLOOR AREA (GFA) CALCULATIONS MIGHT
BE PROVIDED IN GBP BEFORE
APPLICATION FOR CONSENT FOR THE
COMMENCEMENT OF SUPERSTRUCTURE
WORKS (STAGE II)

141212023 4:06
o - L PROJECT
D C BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
CALCULATIONS (4)
DOMESTIC G.F.A. DIAGRAM OF ROOF FLOOR
SCALE  1:200 (A1)
DRAWING NO. REV. NO.
C054 -
N UPPER ROOF 1 SOURCE
@ NON ACCOUNTABLE (NOT SUBJECT TO 10% CONCESSION CAP) :
A B B I  coNcESSION ITEMS SPECIFIED IN PNAP APP-151 90mm (W) x 40mm (H) space
T - - . __B for COMPANY LOGO
| o —
| frerii— STAGEH |,
i B | 90mm (W) x 60mm (H) space
| X2-4 } MR 46656 for AP/RSE/RGE's
‘ | ‘ o | signature/ and stamp chop
| DETAILED BREAKDOWN OF |
| GFA CALCULATION OF UR1/F |
S, |

DOMESTIC G.F.A. DIAGRAM OF UR1/F

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)
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UFA CALCULATION DIAGRAM OF B1/F

UFA CALCULATION DIAGRAM OF G/F



BD REF  2/1234/18

r -l BIMREF  2-1234-18-A21-01
| oo @ @ STAGE 1l | FSDREF FPg/
| 12300 1 13500 1 N | Rev. Date Amendment Purpose
» Y
I | | | COMMENTARY
| o B | 1. USABLE FLOOR AREA/ USABLE FLOOR
@ -~ — = — = T — SPAGE DIAGRAM MIGHT BE PROVIDED IN
| %ﬂ TR GBP BEFORE APPLICATION FOR CONSENT
| RETAIL-1F-5 A | FOR THE COMMENCEMENT OF
| 0 N | SUPERSTRUCTURE WORKS (STAGE Il)
| |
| © - |
| | |
| -r |
| ® - |
| RS RETAIL-1F-4 |
$-1F-03 S-1F-04
g |
| ‘ @ NON-DOMESTIC U.F.A. CALCULATIONS AT 1/F |
| AREA NO. NAME (S.M.)
| A-1F-01 ARCADE-1F 129.333 |
S-1F-01 RETAIL-1F-1 122278
S-1F-02 RETAIL-1F-2 286.417
| | S-1F-03 RETAIL-1F-3 334.367
S-1F-04 RETAIL-1F-4 407.605 |
S$-1F-05 RETAIL-1F-5 99.338
| @ - — T ' - SIE0 RETA"T-;;TF;;GL UFAAT IF = 1352’323 | 141212023 4:06
| DL o . ] | PROJECT
C BD SAMPLE -
|
| | PROPOSED 20-STOREY
‘ RESIDENTIAL BUILDING OVER
- - - - - - - —————————————_— e ——_——_e— —— — — 3-STOREY PODIUM AT TKO
DRAWING TITLE
CALCULATIONS (6)
UFA CALCULATION DIAGRAM OF 1/F
—— e e e e e e e e e e e e e e e e e e e e e e e e e e o — — — SCALE  1:200 (A1
— 1 (A1)
| @ @ @ @ @ STAGE Il | DRAWING NO. REV. NO.
45000 -
} 9600 ﬂL 9600 ﬂL 12300 ﬂL 13500 1 N €056
| \ \ \ ! ! @ | SOURCE
| s | | | | | |
| @ D 0 T — B | 90mm (W) x 40mm (H) space
| v E;T | for COMPANY LOGO
| I I
| ( E OUTDOOR SWMP
@ _—E RUS —— | 90mm (W) x 60mm (H) space
| | Gk | for AP/RSE/RGE's
N signature/ and stamp chop
| N & |
s N
| 8 > _d1l ] |
l o B ‘- |
B - i
| | |
| LOUNGE AREA } LpuNGE AREA % |
R-U2 ] |ORUL
| | . |
| : T — —— | 90mm (W) x 150mm (H) space
| ST i for BD's approval stamp /
R-U3 MFXR 106.398 certification of COpieS of
R-U4 GYM 59.889
| R-U21 oco _ 19.972 | approved plans
@ - T - (PNAP ADM-10 APP A)
| TOTAL UFS AT 2/F = 231.097 |
| b o - T ¢ |
L e e e e e e

UFA & UFS CALCULATION DIAGRAM OF 2/F




BD REF  2/1234/18

| BIMREF  2-1234-18-A21-01

| STAGE I | FSD REF FP 8/
N | Rev. Date Amendment Purpose
| A | COMMENTARY
o B 1. USABLE FLOOR AREA/ USABLE FLOOR
| — | SPACE DIAGRAM FOR TYPICAL FLOORS
OF TOWER MIGHT BE PROVIDED IN GBP
‘ | BEFORE APPLICATION FOR CONSENT FOR
THE COMMENCEMENT OF
| | SUPERSTRUCTURE WORKS (STAGE Il)
| ‘ DOMESTIC U.F.A. CALCULATIONS MEANS OF ESCAPE U.F.S. CALCULATIONS |
(3/F - 22/F) (TOTAL) (TOTAL)
FLAT LIV/DIN | M.BR/BR. BR.1 BR.2 UFA. 'OCCUPANCY CAPACITY OPENKIT. uTiuTy UF.s.
| (SM) (M) (SM) (SM) (SM) FACTOR (PERSONS) (SM) (SM) (M)
® ® o © |o-orererel © |@-0/@
1 19.853 7.176 4.882 4.882 36.793 9 4.650 2.100 43543
| 2 12.839 7.579 - - 20.418 5 2.280 - 22,698
‘ 3 12.134 7.524 - - 19.658 5 2377 - 22,035
4 12.134 7.524 - - 19.658 5 2377 - 22,035 |
5 12.839 7.579 - - 20.418 5 2.280 - 22,698
6 19.853 7176 4.882 4.882 36.793 45 9 4.650 2100 43543
7 12.542 7.768 4.410 - 24.720 6 2522 - 27.242 |
8 12224 - - - 12224 3 1710 - 13.934
9 11.119 5.913 - - 17.032 4 3.585 - 20617
10 11.119 5913 - - 17.032 4 3.585 - 20617 |
" 12.224 - - - 12.224 3 1.710 - 13.934
12 12.542 7.768 4.410 - 24.720 6 2.522 - 27.242
| ITOTAL U.F.A./U.F.S. PER EACH FLOOR 261.690 64 300.138 | 141212023 4:06
PROJECT
—_ —_ _— —_ — [TOTAL UFA. (3F~22/F) = 261,69 x 20 Storeys = 5233.800]
| D C [TOTAL U.F.s. = 300.138 x 20 Storeys = 6002.760 BD SAMPLE -
PROPOSED 20-STOREY
| I RESIDENTIAL BUILDING OVER
DRAWING TITLE
CALCULATIONS (7)

UFA & UFS CALCULATION DIAGRAM OF 3/F ~ 22/F (20 STOREYS)

SCALE  1:200 (A1)

N
@ DRAWING NO. REV. NO.
A A‘\" 9917 C057 -
+
(— — . B T— — - o B SOURCE
2
| | "
90mm (W) x 40mm (H) space
J for COMPANY LOGO
/ &
‘ B
o g
H ©j
K E 3 |
H b
AN 90mm (W) x 60mm (H) space
for AP/RSE/RGE's
T T I Signature/ and stamp Chop
L1
&
L] :
o
- g
s :
o5 90mm (W) x 150mm (H) space
— :I for BD's approval stamp /
R P certification of copies of
| e — — 48675 — E— YR e . . — - ] approved plans
D C Dy 9802 ¥ 25691 ¥ C (PNAP ADM-10 APP A)
NON-DOMESTIC SITE COVERAGE AREA CALCULATION OPEN SPACE AREA CALCULATION DOMESTIC SITE COVERAGE AREA CALCULATION
(15m ABOVE GROUND LEVEL) NO. AREA NAME NO. AREA NAME
NO. AREA NAME 3F 08-1 715.319 OPEN SPACE 3F S2-L 685.553 DOMESTIC SC
2F S1-L 1,837.404 NON-DOMESTIC SC 715.319 m? 685.553 m?
1,837.404 m?

NON-DOMESTIC SITE COVERAGE CALCULATIONS DIAGRAM AT 2F ( NOT EXCEEDING 15M ) OPEN SPACE & DOMESTIC SITE COVERAGE CALCULATIONS DIAGRAM AT 3F




FIRE COMPARTMENT CALCULATION AT BZ-A

BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FSD REF FP 8/

@ @ 45000 [AREA NO. (s.m) | Height(m) | _(cum)
’L 9600 9600 L F-B2-1 B2/F (CARPARK) = 1443.825  3.600 5197.770| Rev. Date Amendment Purpose
i i F-B2-2 B2/F (RAMP) = 110.189|  3.600 396.680)
| | F-B2-3 B1/F (RAMP) = 136.454|  5.650 770.965]
TOTAL| = | 1690.468 6365.415
[FIRE COMPARTMENT B2-1 = 6365.415 < 7000 cu.m.
A
Tﬁ i AREA CALCULATION FOR SMOKE VENT AT B2-A
[AREA NO. [ T sm)
@ — sS4 — —_— — — = FB21  B2F (CARPARK) = 1aas625
s\ FB22  B2F (RAMP) =| 110189
‘ - ﬂ B2-1 AREAFOR SMOKE VENT = 1554014
o
S
&
©fr— -
|
g |
o
0|
‘13 T
f={
f=1 ‘
©|
o]
m ‘
®rr— -
|
g |
<
b
IS I
|
®-— |- - : -|—
14/2/2023 4:06
- PROJECT
D | BD SAMPLE -
PROPOSED 20-STOREY
RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
FIRE COMPARTMENT DIAGRAMS &
CALCULATIONS (1)
FIRE COMPARTMENT DIAGRAM OF B2/F
SCALE  1:200 (A1)
@ @ FIRE COMPARTMENT GALCULATION FOR B1-A B1F BASEMENT FLOOR SMOKE VENT CALCULATION : DRAWING NO. REV. NO.
45000 [AREA NO. (s.m) | Height(m) | _(cum) C061 _
1 9600 9600 ! FB11 BIF (CARPARK) T SRSl 5650 317059 B1-A AREA FOR SMOKE VENT B1-B AREA FOR SMOKE VENT
FB1-2  BUF (RAMP) = | 161902| 5650 914.745
| | FB13  GF (RAWP) T 7353 525 11049 REQUIRED AREA : REQUIRED AREA : SOURCE
TOTAL| = 898.249 5005.693) = 861.17 sm. x05% = 605.07 s.m.
FIRE COMPARTMENT B1-1 = 5005.693 < 7000 cu.m. = 4.306 s.m. = 3.025 s.m.
A
—_ FIRE COMPARTMENT CALCULATION AT B1-8 ; ;
PROVIDED AREA : PROVIDED AREA :
AT, b e = SVB102 +  SV-B1-03 = SV-B1-01 90mm (W) x 40mm (H) space
@ - S — [E— FB1-11_ BIF (RETAIL) = 605070 5650 3418.646
N = = (2x17) sm+ (1x16) = (125x26) sm. for COMPANY LOGO
l= / TOTAL| = 3418.646) = 3400 sm.+  1.600 = 3.250 s.m.
‘ o = HHE H [FIRE COMPARTMENT B1-2 = 3418.646 < 7000 cu.m. = 5.000 s.m. > 4.306s.m
ES g
3 | ES = E%%AJ ] H AREA CALCULATION FOR SMOKE VENT FOR B1-A
2| + 0 H AREANO. (sm)
0 % H FB23 _ BIF (RAVP) = | 136454
& I & —— = — —H FB1-1  BI/F (CARPARK) = | se2814
=] H FB1-2  BUF (RAMP) =| 161902
@ o — e - e : % - B11 AREAFOR SWOKEVENT = 861170 90mm (W) x 60mm (H) space
/AN H
— tesieiel H AREA CALCULATION FOR SMOKE VENT FOR B1-B for AP/RSE/RGE's
S [AREANO. (s.m)

33600
12500

12800

[F-B1-11 " BF (RETAIL) |

[ B1-2 AREA FOR SMOKE VENT

605.070)
605.070)

signature/ and stamp chop

FIRE COMPARTMENT DIAGRAM OF B1/F

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans
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13500

FIRE COMPARTMENT CALCULATION AT G/IF-A

BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FSD REF FP 8/

[AREA NO. [ [ sm) [ Height(m) [ (cum)
F-GF-1 GIF (RETAIL) = 580.452 5.250 3047.373
TOTAL| = 3047.373

[FIRE COMPARTMENT B1-1 = 3047.373 < 7000 cu.m.

FIRE COMPARTMENT CALCULATION AT G/F-B

Rev. Date Amendment Purpose

N
A AREA NO. [ [ (sm) | Heightem) | (cum)
F-GF2  G/F (RETAIL) ‘ = ‘ 373058‘ 5250 1958.555|
= 1958.555|
@ [FIRE COMPARTMENT B1-1 = ?;s:\.-sss <7000 cum.
FIRE COMPARTMENT CALCULATION AT G/F-C
[AREA NO. [ [ (sm) | Height(m) | (cum)
F-GF-3 GIF (RETAIL) ‘ = ‘ 171.953‘ 5.250 ‘ 902.753]
S | TOTAL| = 902753
Q [FIRE COMPARTMENT B1-1 = 902.753 < 7000 cum.
‘ \\ //} ‘
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| || | | |
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@ _ - o SRR I | - -
T -~ 14/2/2023 4:06
_ \ o _ L - - - _| PROJECT
D | | ‘ | | BD SAMPLE -
PROPOSED 20-STOREY
‘ ‘ ‘ ‘ RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
DRAWING TITLE
FIRE COMPARTMENT DIAGRAMS &
CALCULATIONS (2
FIRE COMPARTMENT DIAGRAM OF G/F @
SCALE  1:200 (A1)
@ @ @ FIRE COMPARTMENT CALCULATION AT /F DRAWING NO. REV. NO.
1 9600 ) 9600 45000 12300 | 13500 N ::?‘NQ 1/F (RETAIL) i :i Szv'msi Helgr;()m) (;:;5"8“]594 C062 -
@ [FIRE COMPARTMENT B1-1 JEL:L59;< 7000 cum S SOURCE

8300

12500

33600

12800

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

FIRE COMPARTMENT DIAGRAM OF 1/F

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)




BD REF  2/1234/18

BIMREF  2-1234-18-A21-01

FIRE COMPARTMENT CALCULATION AT 2IF FSD REF FP 8/
[AREA NO. [ [ sm) [ Height(m) [ (cum)
’L 9600 L 9600 13500 1 N F-2F-1 2IF (RRF & LOBBY) = 494.963  4.050 2004.600] Rev. Date Amendment Purpose
™ K T TOTAL| = 2004.600]
‘ ‘ FIRE COMPARTMENT B1-1 = 2004.6 < 7000 cu.m.
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PROPOSED 20-STOREY
‘ ‘ ‘ RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO

DRAWING TITLE
FIRE COMPARTMENT DIAGRAMS &

FIRE COMPARTMENT DIAGRAM OF 2/F CALCULATIONS (3)

SCALE  1:200 (A1)

DRAWING NO. REV. NO.

C063 -

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans
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BD REF 2/1234/18
BIM REF  2-1234-18-A21-01
FSD REF FP 8/
Rev. Date Amendment Purpose
N N
@ } LP =52.120m < 60m @
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- B _ — B
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AN / PROJECT
AN / BD SAMPLE -
AN Va PROPOSED 20-STOREY
-l RESIDENTIAL BUILDING OVER
3-STOREY PODIUM AT TKO
Li P J— J— N J— J— - J— — 4 L J— R J— J— J— J— J— J— — DRAWING TITLE
) C O C SUSTAINABLE BUILDING DESIGN
Ig DEMONSTRATION DIAGRAMS &
. wl . CALCULATIONS
\ XX #f XX STREET a XX # X X STREET
\ e - e E STREET CENTRE LINE - o o o . |scAE  1:200 (A1)
\\ g DRAWING NO. REV. NO.
\ o co71 -
\ SOURCE
\\
\\\ _ _ _ _ 4 - - _ _ _ _
90mm (W) x 40mm (H) space
for COMPANY LOGO
( SHALL COMPLY WITH PNAP AP152 ) MAXIMUM FACADE LENGTH Lp = 52.120m < 60m ENTIRE
IN ORDER TO IMPROVE AIR VENTILATION , ENHANCE THE ENVIRONMENTAL QUALITY AT PEDESTRIAN LEVEL AND MITIGATE BULDING AND SITE AREA20.000 5.m.
DEEP STREET CANYON EFFECT, BUILDINGS ABUTTING A NARROW STREET LESS THAN 15m WIDE SHALL SETBACK i.e. NO REQUIREMENT ON BUILDING SEPARATION
i.e. SETBACK REQUIREMENT COMPLIED
BUILDING SETBACK DIAGRAM BUILDING SEPARATION DIAGRAM ?Orgrglgg)g/( RGGOrISm (H) space
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signature/ and stamp chop
90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans
(PNAP ADM-10 APP A)
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—_ o, . — _ BDREF  2/1234/18
B LEGEND :
X X 18 XX ROAD T BIMREF  2-1234-18-A21-01
EMERGENCY VEHICULAR ACCESS (EVA)
WITHSTAND LOADING 30000 KG FSDREF FP 8/
‘ HARD PAVE WIDTH - OPERATION 2= 6M ; FOR PASSAGE 2 4.5M
GRADIENT - OPERATION < 1:10 ; FOR PASSAGE <1: 6 Rev. Date Amendment Purpose
OVERALL HEADROOM MIN. 4.5M
| — — — SITE BOUNDARY
— - - — CENTRE LINE OF STREET
= == == | ENGTH OF PERIMETER WALL FOR PODIUM
B e = == | ENGTH OF THE FACADE FOR PODIUM SERVED BY EVA
=1L L [ ED i
7\ T = —— - - LENGTH CALCULATION OF FACADE TO BE SERVED BY E.V.A.
: —— [TOTAL LENGTH OF PERIMETER WALL FOR PODIUM PORTION (G/F~2/F) = 17822 m
% — U‘ [TOTAL LENGTH OF THE FACADE FOR PODIUM PORTION (G/F~2/F) = 10240 m
‘ [SERVED BY THE XX ROAD & XX STREET
/ L"H* ‘ L1 ‘ PERCENTAGE OF PERIMETER WALL FOR PODIUM
ﬂ Z [SERVED BY THE XX ROAD & XX STREET
‘ ( 102.40 / 178.22 )x 100% = 57.46 % > 25 %
|
17\ $ |_
E= (e}
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e
| wn
00
0 X
3 % \
1
o
14/2/2023 4:06
; | PROJECT
D BD SAMPLE -
PROPOSED 20-STOREY
‘ RESIDENTIAL BUILDING OVER
X X fﬁ- X X STREET 3-STOREY PODIUM AT TKO
J DRAWING TITLE
- - - - - - — E.V.A. PLAN DIAGRAMS &
EVA PLAN OF GF CALCULATIONS
] N LEGEND: SCALE_ 1:200 (A1)
EMERGENCY VEHICULAR ACCESS (EVA)
WITHSTAND LOADING 30000 KG DRAWING NO. REV. NO.
‘ HARD PAVE WIDTH - OPERATION 2= 6M ; FOR PASSAGE 2 4.5M C073 -
GRADIENT - OPERATION < 1:10 ; FOR PASSAGE <1: 6
OVERALL HEADROOM MIN. 4.5M SOURCE
| — — — SITE BOUNDARY
— - - — CENTRE LINE OF STREET
= wem == | ENGTH OF PERIMETER WALL FOR TOWER
= == == | ENGTH OF THE FACADE FOR TOWER SERVED BY EVA gomm (W) X 40mm (H) Space
for COMPANY LOGO
LENGTH CALCULATION OF FACADE TO BE SERVED BY E.V.A.
[TOWER (FROM 3/F TO 22/F)
‘ TOTAL LENGTH OF PERIMETER WALL FOR TOWER = 13770 m
[TOTAL LENGTH OF THE FACADE FOR TOWER TO BE = 35.062 m
[SERVED BY THE XX ROAD & XX STREET
PERCENTAGE OF PERIMETER WALL FOR TOWER
‘ [SERVED BY THE XX ROAD & XX STREET
( 35.062 / 137.700 )x 100% = 25463 % > 25 % 90 (W) 60 (H)
mm X 60mm (H) space
- for AP/RSE/RGE's
(NN signature/ and stamp chop
v
o
wn
|
=
| 90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans
(PNAP ADM-10 APP A)
i |
EVA PLAN OF TYPICAL FLOOR




BD REF

STREET MEAN LEVEL=+9.40

STREET 2 (13.0m WIDE)

LAYOUT FOR REFERENCE ONLY

GROUND FLOOR PLAN

supporting frames

Standard colour marking for the approved metal
ventilation ducts should be provided at the
underside of the ducts before application for an
occupation permit or submission for the
completion of works

T max. 2000mm 1

+

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of

approved plans

(PNAP ADM-10 APP A)

_i BIM REF
STAGE 1l FSD REF
| Rev. Date Amendment Purpose
. | COMMENTARY
D | @ \3/ @ @ 1 VENTILATION DUCTS AND SIGN SHOWING,
= . 56950 | DIRECTION, INFORMATION AND
3510 Q 12000 252 2300 5252 PROVISIONS FOR PERSONS WITH
PAVEMENT(2 25m WioE) A | s o J— [ P— | WESEHR T " B DISABILITY (PwD) MIGHT BE PROVIDED IN
L v B B it Vel it 0 | GBP BEFORE APPLICATION FOR
r OCCUPATION PERMIT / TEMPORARY
g | OCCUPATION PERMIT (STAGE III).
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. il e VERTICAL GREENING FACING PUBLIC LANE, - 1000
e e + | | [prower
@ +—f - - — T9-———————- e L - SAMPLE
@ } |
i S = =l s |
. | DRAWING TITLE
¢ LM | | GROUND FLOOR PLAN -
O©F i e il = (et [ B [ | VENTILATION DUCTS
} ] | ; Part plan for supporting frames for suspending
| | ! ! PLANTER AREA air-conditioning plants or mechanical ventilation | SCALE X
| | . -
j } ‘ N [ ‘ plants and metal ventilation ducts | [orammoro o
E a2 ‘ \ i’“ : | (Sample for illustration purpose) |
| |
Y o/l ADING 2 o Al | 1=
LOADING/UNLOADING BAYS | | gl RAMP DN 1=R8 SOURCE
e ‘ ‘ ! ‘ Notes: |
! ! . ‘ e
2 8 ! | £ /1 1 ! |
= 1 ‘ 7 : 7 \ | 8 Supporting frame for suspending an air-conditioning 4. Standard colour marking to match PANTONE 116 C 90mm (W) x 40mm (H) space
i ‘ [ / \ [ C— plant/ mechanical ventilation plant >150kg | for COMPANY LOGO
o PLANTER AREA | \ 0 \ i PLANTER ARTA izt .
i il N w I g |
e |
,,,,,,,,,,,,,,,,, == LRl ET NEal |
17815 X~ 9;;1 S 10080 = )C =
PAVEMENT(2.25m WIDE) /’/ RUN-IN T RUN-OUT Z Y g E |
/ s : p= | 90mm (W) x 60mm (H) space
+ 00 0 % 4 Proposed metal ventilation ducts with the smallest N for AP/RSE/RGE's
10.0 +9:40 H +0.40 cross-sectional dimension >900mm and associated E | signature/ and stamp chop
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Part plan for fire damper on basement floor
BASEMENT FLOOR PLAN (Note - only one damper on basement floor)
LAYOUT FOR REFERENCE ONLY (Sample for illustration purpose)

LEGEND:

F. DAMPER]  Fire damper in a ventilation system having fire
resistance rating not less than that of the fire barrier it
protects

BIM REF
STAGE 1l FSD REF
COMMENTARY

1. FIRE DAMPERS MIGHT BE PROVIDED IN
GBP BEFORE APPLICATION FOR
OCCUPATION PERMIT / TEMPORARY
OCCUPATION PERMIT (STAGE Ill)

23/3/2023 10:51

PROJECT
SAMPLE

DRAWING TITLE

FIRE DAMPER ON BASEMENT
FLOOR

SCALE (A1)

DRAWING NO. REV. NO.

SOURCE

90mm (W) x 40mm (H) space
for COMPANY LOGO

90mm (W) x 60mm (H) space
for AP/RSE/RGE's
signature/ and stamp chop

90mm (W) x 150mm (H) space
for BD's approval stamp /
certification of copies of
approved plans

(PNAP ADM-10 APP A)
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